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Executive Summary 

This document presents recommended code changes that the California Energy 

Commission will be considering for adoption in 2021. If you have comments or 

suggestions prior to the adoption, please email info@title24stakeholders.com. 

Comments will not be released for public review or will be anonymized if shared.  

Introduction 

The Codes and Standards Enhancement (CASE) Initiative presents recommendations 

to support the California Energy Commissionôs (Energy Commission) efforts to update 

the California Energy Code (Title 24, Part 6) to include new requirements or to upgrade 

existing requirements for various technologies. Three California Investor Owned Utilities 

(IOUs) ï Pacific Gas and Electric Company, San Diego Gas and Electric, and Southern 

California Edisonï and two Publicly Owned Utilities ï Los Angeles Department of Water 

and Power and Sacramento Municipal Utility District (herein referred to as the Statewide 

CASE Team when including the CASE Author) ï sponsored this effort. The program 

goal is to prepare and submit proposals that would result in cost-effective 

enhancements to improve energy efficiency and energy performance in California 

buildings. This report and the code change proposals presented herein are a part of the 

effort to develop technical and cost-effectiveness information for proposed requirements 

on building energy-efficient design practices and technologies. 

The Statewide CASE Team submits code change proposals to the Energy Commission, 

the state agency that has authority to adopt revisions to Title 24, Part 6. The Energy 

Commission will evaluate proposals submitted by the Statewide CASE Team and other 

stakeholders. The Energy Commission may revise or reject proposals. See the Energy 

Commissionôs 2022 Title 24 website for information about the rulemaking schedule and 

how to participate in the process: https://www.energy.ca.gov/programs-and-

topics/programs/building-energy-efficiency-standards/2022-building-energy-efficiency.  

The overall goal of this Final CASE Report is to present a code change proposal for 

nonresidential HVAC Controls. The report contains pertinent information supporting the 

code change. 

Measure Description 

Background Information 

VAV Deadband Airflow 

The proposed code changes would modify existing prescriptive requirements that 

specify airflow rates when variable air volume (VAV) zones are in deadband operation. 

mailto:info@title24stakeholders.com
https://www.energy.ca.gov/programs-and-topics/programs/building-energy-efficiency-standards/2022-building-energy-efficiency
https://www.energy.ca.gov/programs-and-topics/programs/building-energy-efficiency-standards/2022-building-energy-efficiency
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Deadband operation is defined as a temperature range where the heating, ventilation, 

and air conditioning (HVAC) system is neither calling for cooling or heating.1 In 

California, the maximum allowable zone airflow during deadband operation is the larger 

of 20 percent of peak primary airflow or the design minimum outdoor airflow rate as 

determined in accordance with Section 120.1(c)3. This proposed change would reduce 

complexity by eliminating the requirement to consider 20 percent of peak primary 

airflow. The maximum airflow rate during deadband operation would simply be equal to 

the design minimum outdoor airflow rate. Depending on occupancy types, this would 

result in a decrease in airflow during deadband operation for most of the prototype 

buildings and climate zones as 20 percent of peak primary airflow is typically greater 

than design minimum outdoor airflow rates. The revisions would apply to all buildings 

that use VAV systems for new construction, additions, and alterations. Because of the 

lower airflow rate and less fan heat during deadband operation, fan and cooling energy 

consumptions will decrease but heating energy consumption will increase. 

Expand Economizer Requirements 

This measure would modify the existing prescriptive requirements for economizers by 

including economizers on smaller capacity units with corresponding requirements for 

fault detection diagnostics (FDD). Economizers are a proven measure in California and 

save energy by taking advantage of the mild California climate to increasing the amount 

of free cooling. The proposed code changes would modify existing prescriptive 

requirements in Section 140.4 applicable to nonresidential HVAC equipment. 

Dedicated Outdoor Air Systems (DOAS) 

Dedicated outdoor air systems (DOAS) have high potential to reduce HVAC energy 

usage in nonresidential buildings and are also a key solution for all-electric buildings. 

They are used in a majority of California nonresidential net zero energy projects. Also, 

DOAS are become increasingly popular in California and nationwide because they offer 

more flexibility for designers and building owners. Title 24, Part 6 does not currently 

have a clear definition or prescriptive requirements for DOAS. The proposed code 

changes would generate cost-effective energy savings, help protect consumers, and 

support state goals to move towards carbon neutral buildings. The proposed code 

changes would add a prescriptive section to Section 140.4 specifically for all 

nonresidential DOAS. 

 

1 Section 100.1(b) of Title 24, Part 6 includes the following definition of deadband, ñDEADBAND is the 

temperature range within which the HVAC system is neither calling for heating or cooling.ò 



 

2022 Title 24, Part 6 Final CASE Report ï 2022-NR-HVAC4-F | 20 

Exhaust Air Heat Recovery 

This measure would implement new requirements for exhaust air heat recovery for 

systems that meet criteria of outdoor air fraction, climate zone, design flow rate, and 

hours of operation. The requirements are designed based on similar requirements from 

Section 6.5.6 of ASHRAE Standard 90.1 (2019) which has included requirements for 

Exhaust Air Heat Recovery since 2004. The requirements partially align with standard 

90.1 but have been updated to be applicable for Californiaôs climates and the state of 

the market.  

Proposed Code Change  

VAV Deadband Airflow 

This measure would amend the existing prescriptive requirement for zone airflow rates 

in Section 140.4(d) by specifying that the primary airflow in the deadband to be the 

design ventilation airflow, which would align with recent changes to ASHRAE Standard 

90.1 (2019). This measure would impact both new and existing buildings which utilize 

variable air volume HVAC systems. 

Expand Economizer Requirements 

This measure would incorporate two changes to the existing prescriptive requirements 

for economizers in Section 140.4 (e). This would impact new construction as well as 

major alterations and additions when a new HVAC unit is installed. These requirements 

would include the following: 

1. Reduce economizing threshold from current level of 54,000 Btu/h to 33,000 Btu/h 

2. Modify wording within Table 140.4-D to align with proposed changes in ASHRAE 

90.1 

3. Incorporate an exception to exempt systems from economizer requirements if an 

area meets the new dedicated outside air system prescriptive requirements. 

Dedicated Outdoor Air Systems (DOAS) 

This measure would add prescriptive requirements to DOAS when used as the primary 

source of ventilation in nonresidential buildings to include a minimum level of efficiency 

criteria and control capabilities and an exception to economizing. This would impact 

primarily new construction though would also cover all major alterations and additions 

when a new HVAC system was installed of this type in existing buildings. 

A DOAS in this context is defined as a HVAC system which delivers 100 percent 

ventilation air separately from any heating and cooling system.  

This would apply to all DOAS being used as a buildings primary means of ventilation of 

any size in a nonresidential application. The efficiency criteria include: 
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1. Providing each space with either: 

a. A separate cooling system with an economizer or 

b. A DOAS unit with minimum level of sensible energy recovery ratio, demand 

control ventilation when above 1,000 cfm, and with bypass capabilities for 

ventilation economizing. 

2. DOAS unit fan systems shall have the ability to modulate fan speed, primarily for 

balancing and reducing operation fan power. 

3. Zone terminal fans for cooling or heating must cycle to off if no call for conditioning. 

4. Ventilation supply air shall be delivered directly to a space or downstream of a 

terminal unit cooling or heating coil. 

5. DX-DOAS or DOAS with active cooling must have a maximum reheat limit of 60F 

when in cooling mode. 

6. A total system fan power in line with prescriptive fan power tables in 140.4 (c). 

 

Exhaust Air Heat Recovery 

This measure would add new prescriptive requirements for exhaust air heat recovery 

requirements in California. The requirements are based on similar requirements from 

ASHRAE Standard 90.1 which take into account climate zone, design airflow rate, 

percent of outdoor air, and hours of operation but are modified for Californiaôs 16 

climate zones and utilize a sensible recovery ratio rather than an enthalpy recovery ratio 

as the performance metric needed for devices. The proposal also adopts several related 

exemptions from the ASHRAE Standard 90.1 on exhaust air energy recovery, Section 

6.5.6.1. 

Scope of Code Change Proposal 

Table 1 summarizes the scope of the proposed changes and which sections of 

standards, Reference Appendices, Alternative Calculation Method (ACM) Reference 

Manual, and compliance documents that would be modified as a result of the proposed 

change(s). 
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Table 1: Scope of Code Change Proposal 

Measure 
Name 

Type of 
Requirement 

Modified 
Section(s) 
of Title 24, 
Part 6 

Modified 
Title 24, 
Part 6 
Appendic
es 

Would 
Compliance 
Software Be 
Modified 

Modified 
Compliance 
Document(s) 

VAV 
Deadband 
Airflow 

Prescriptive  140.4(d) No 
changes 

Yes 

 

NRCC-MCH-E 

NRCC-PRF-E 

Expand 
Economizer 
Requirements 

Mandatory/ 
Prescriptive 

120.2(i): 
FDD 
140.4(e)1 

JA6.3 Yes NRCC-MCH-E 

NRCC-PRF-E 

Dedicated 
Outdoor Air 
Systems 
(DOAS) 

Prescriptive 140.4 (p) 
(new 
section) 

No 
changes 

Yes NR MECH  

Acceptance 
Test 
modifications 

Exhaust Air 
Heat 
Recovery 

Prescriptive 140.4 (p) 
(new 
section) 

NA7.5.4 Yes NRCC-MCH-E 

NRCC-PRF-E 

Market Analysis and Regulatory Assessment 

This proposal updates Title 24, Part 6 prescriptive requirements for HVAC controls in 

four separate proposals as outlined above. The measures utilize recent industry 

research and incorporate proven energy savings measures. The proposal requires the 

use of building technologies which are widely available on the market and offered by 

several manufacturers. Implementation of these measures will lean on the pre-existing 

stakeholder groups to implement and known approaches. 

The VAV deadband airflow measure incorporates recent changes adopted by the latest 

version of ASHRAE Standard 90.1. Expand economizer requirements measure builds 

upon previous economizer requirements and natural growth in the market to extend to 

lower capacity units. DOAS measure develops prescriptive requirements for systems 

that have already been installed for many years using the performance pathway. 

Exhaust air heat recovery measure developed climate-specific requirements to utilize 

heat recovery in air handlers which have been utilized in other climates under ASHRAE 

Standard 90.1. 

Cost Effectiveness  

The proposed code changes were found to be cost effective for all climate zones where 

it is proposed to be required. The benefit-to-cost (B/C) ratio compares the benefits or 

cost savings to the costs over a 15-year period of analysis. Proposed code changes that 
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have a B/C ratio of 1.0 or greater are cost effective. The larger the B/C ratio, the faster 

the measure pays for itself from energy cost savings. The B/C ratio for these measures 

vary significantly across the climate zones. See Section 3.4/4.4/5.4 for the methodology, 

assumptions, and results of the cost-effectiveness analysis.  

Statewide Energy Impacts: Energy, Water, and Greenhouse Gas (GHG) 
Emissions Impacts 

Table 2 presents the estimated energy and demand impacts of the proposed code 

change that will be realized statewide during the first 12 months that the 2022 Title 24, 

Part 6 requirements are in effect. First-year statewide energy impacts are represented 

by the following metrics: electricity savings in gigawatt-hours per year (GWh/yr), peak 

electrical demand reduction in megawatts (MW), natural gas savings in million therms 

per year (MMTherms/yr), and time dependent valuation (TDV) energy savings in kilo 

British thermal units per year (TDV kBtu/yr). See Section 2.5/3.5/4.5/5.5 for more details 

on the first-year statewide impacts calculated by the Statewide CASE Team. Sections 

2.3/3.3/4.3/5.3 contains details on the per-unit energy savings calculated by the 

Statewide CASE Team.  

Table 2: First-Year Statewide Energy and Impacts  

Measure 

 

Electricity 
Savings 

(GWh/yr) 

Peak 
Electrical 
Demand 
Reduction 

(MW) 

Natural Gas 
Savings 

(MMTherms
/yr) 

TDV 
Energy 
Savings 

(TDV 
kBtu/yr) 

VAV Deadband Airflow 4.2  0.4  0.3  184.5  

New Construction 1.2  0.1  0.1  54.8  

Additions and Alterations 3.0  0.3  0.2  129.6  

Expand Economizer 
Requirements 

21.7  1.1  (0.2) 476.8  

New Construction 6.7  0.3  (0.1) 147.0  

Additions and Alterations 15.0  0.7  (0.1) 329.8  

Dedicated Outdoor Air 
Systems (DOAS) 

39.5 4.3 0.0 1,126.1 

New Construction 24.8 2.7 (0.01) 703.3 

Additions and Alterations 14.7 1.6 0.0 422.8 

Exhaust Air Heat Recovery (0.3) 0.0  0.4  145.3 

New Construction (0.1) 0.0  0.1  39.8 

Additions and Alterations (0.2) 0.0  0.3  105.4 

Table 3 presents the estimated avoided GHG emissions associated with the proposed 

code change for the first year the standards are in effect. Avoided GHG emissions are 
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measured in metric tons of carbon dioxide equivalent (metric tons CO2e). Assumptions 

used in developing the GHG savings are provided in Appendix C of this report. The 

monetary value of avoided GHG emissions is included in TDV cost factors and is thus 

included in the cost-effectiveness analysis. The first-year impacts of these measures 

are expected to reduce GHG emissions by 18,580 Metric Tons of CO2 equivalent 

accounting for a monetary value of $1.97 Million as shown in the table below. 

Table 3: First-Year Statewide GHG Emissions Impacts 

Measure Avoided GHG 
Emissions 

(Metric Tons 
CO2e/yr) 

Monetary Value of 
Avoided GHG 
Emissions 

($2023) 

VAV Deadband Airflow 2,629  $279,218 

Expand Economizer Requirements 4,159  $441,683 

Dedicated Outdoor Air Systems (DOAS) 9,533 $1,012,639 

Exhaust Air Heat Recovery  2,259  $239,952 

Total 18,580 $1,973,492 

Water and Water Quality Impacts 

Table 4 presents the estimated first year water savings resulting from the Exhaust Air 

Heat Recovery. The savings result from reduced cooling load at the cooling tower for 

systems that utilize on water-cooled chilled water systems. There are not expected to 

be significant water impacts from any other measures. 

Table 4: First-Year Water and Embedded Electricity Impacts 

Impact On-Site 

Indoor Water 

Savings 

(gallons/yr) 

On-site 

Outdoor 

Water Savings 

(gallons/yr) 

Embedded 

Electricity 

Savingsa 

(kWh/yr) 

Exhaust Air Heat Recovery 0 938,672 3,346 

a. Assumes embedded energy factor of 3,565 kWh per million gallons of water for outdoor use (CPUC 2015).  

Compliance and Enforcement 

Overview of Compliance Process 

The Statewide CASE Team worked with stakeholders to develop a recommended 

compliance and enforcement process and to identify the impacts this process would 

have on various market actors. The compliance process is described in the respective 
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submeasure sections for each measure. Impacts that the proposed measure would 

have on market actors is described in Section 2.2/3.2/4.2/5.2 and Appendix E.  

Field Verification and Acceptance Testing 

For expand economizer requirements, DOAS, and exhaust air heat recovery measures, 

there would be modifications to existing acceptance testing. For economizers, this 

would simply add smaller capacity units to the existing test for HVAC systems. For 

DOAS units, this would add a new set of criteria for DOAS units into the scope of 

acceptance testing. For exhaust air heat recovery, new criteria for climate zone and 

design airflow will need to be added to indicate when an air handler will require this 

device and the economizer functional testing will need to be modified to test the bypass 

functions. 
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1. Introduction 
This document presents recommended code changes that the California Energy 

Commission will be considering for adoption in 2021. If you have comments or 

suggestions prior to the adoption, please email info@title24stakeholders.com. 

Comments will not be released for public review or will be anonymized if shared.  

The Codes and Standards Enhancement (CASE) initiative presents recommendations 

to support the California Energy Commissionôs (Energy Commission) efforts to update 

the California Energy Code (Title 24, Part 6) to include new requirements or to upgrade 

existing requirements for various technologies. Three California Investor Owned Utilities 

(IOUs) ï Pacific Gas and Electric Company, San Diego Gas and Electric, and Southern 

California Edison ï and two Publicly Owned Utilities ï Los Angeles Department of 

Water and Power and Sacramento Municipal Utility District (herein referred to as the 

Statewide CASE Team when including the CASE Author) ï sponsored this effort. The 

program goal is to prepare and submit proposals that would result in cost-effective 

enhancements to improve energy efficiency and energy performance in California 

buildings. This report and the code change proposal presented herein are a part of the 

effort to develop technical and cost-effectiveness information for proposed requirements 

on building energy-efficient design practices and technologies. 

The Statewide CASE Team submits code change proposals to the Energy Commission, 

the state agency that has authority to adopt revisions to Title 24, Part 6. The Energy 

Commission will evaluate proposals submitted by the Statewide CASE Team and other 

stakeholders. The Energy Commission may revise or reject proposals. See the Energy 

Commissionôs 2022 Title 24 website for information about the rulemaking schedule and 

how to participate in the process: https://www.energy.ca.gov/programs-and-

topics/programs/building-energy-efficiency-standards/2022-building-energy-efficiency.  

This Final CASE Report presents four unique code change proposal for nonresidential 

heating, ventilation, and air conditioning (HVAC) controls. The submeasures names and 

the sections of the report in which they are presented are provided below:  

¶ Section 2 ï VAV Deadband Airflow 

¶ Section 3 ï Expand Economizer Requirements 

¶ Section 4 ï Dedicated Outdoor Air Systems (DOAS) 

¶ Section 5 ï Exhaust Air Heat Recovery 

The following is a brief summary of the contents of subsections within Section 2 through 

4 of the report:  

¶ Measure Descriptions of this Final CASE Report provide a description of the 

measure and its background. This section also presents a detailed description of 

how this code change is accomplished in the various sections and documents 

mailto:info@title24stakeholders.com
https://www.energy.ca.gov/programs-and-topics/programs/building-energy-efficiency-standards/2022-building-energy-efficiency
https://www.energy.ca.gov/programs-and-topics/programs/building-energy-efficiency-standards/2022-building-energy-efficiency
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that make up the Title 24, Part 6 Standards. 

¶ In addition to the Market Analysis, this section includes a review of the current 

market structure. Subsection 2.2/3.2/4.2/5.2 describe the feasibility issues 

associated with the code change, including whether the proposed measure 

overlaps or conflicts with other portions of the building standards, such as fire, 

seismic, and other safety standards, and whether technical, compliance, or 

enforceability challenges exist. 

¶ Energy Savings presents the per-unit energy, demand reduction, and energy 

cost savings associated with the proposed code change. This section also 

describes the methodology that the Statewide CASE Team used to estimate per-

unit energy, demand reduction, and energy cost savings. 

¶ Cost and Cost Effectiveness presents the materials and labor required to 

implement the measure and a quantification of the incremental cost. It also 

includes estimates of incremental maintenance costs, i.e., equipment lifetime and 

various periodic costs associated with replacement and maintenance during the 

period of analysis.  

¶ First-Year Statewide Impacts present the statewide energy savings and 

environmental impacts of the proposed code change for the first year after the 

2022 code takes effect. This includes the amount of energy that would be saved 

by California building owners and tenants and impacts (increases or reductions) 

on material with emphasis placed on any materials that are considered toxic in 

the state of California. Statewide water consumption impacts are also reported in 

this section. 

¶ Proposed Revisions to Code Language conclude the report sections with specific 

recommendations with strikeout (deletions) and underlined (additions) language 

for the Standards, Reference Appendices, Alternative Calculation Method (ACM) 

Reference Manual, Compliance Manual, and compliance documents.  

The following appendices provide additional information and supplementary analyses: 

¶ Appendix A: presents the methodology and assumptions used to calculate 

statewide energy impacts. 

¶ Appendix B: Embedded Electricity in Water Methodology: presents the 

methodology and assumptions used to calculate the electricity embedded in 

water use (e.g., electricity used to draw, move, or treat water) and the energy 

savings resulting from reduced water use. 

¶ Appendix C: presents the methodologies and assumptions used to calculate 

impacts on GHG emissions and water use and quality. 

¶ Appendix D: presents detailed information on updates to the California Building 
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Energy Code Compliance (CBECC) Software. 

¶ Appendix E: presents how the recommended compliance process could impact 

identified market actors. 

¶ Appendix F: documents the efforts made to engage and collaborate with market 

actors and experts. 

¶ Appendix G: presents a summary of the complete results of the DOAS energy 

impact per building. 

¶ Appendix H: presents a summary of DOAS manufacturer technical capabilities. 

¶ Appendix I: presents DOAS incremental cost references. 

¶ Appendix J: provides a summary of DOAS heat recovery ventilation data. 

¶ Appendix K: provides a summary of the DOAS modeling analysis. 

¶ Appendix L: provides a summary on DOAS energy equivalence with air side 

economizers in mixed air systems. 

¶ Appendix M: provides individual surface plots showing cost effectiveness for 

each climate zone. 

¶ Appendix N: provides additional prototype model results in nominal TDV savings. 
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2. Variable Air Volume Deadband Airflow 

2.1 Measure Description 

2.1.1 Measure Overview 

The proposed code changes would modify existing prescriptive requirements that 

specify airflow rates when variable air volume (VAV) zones are in deadband operation. 

Deadband operation is defined as a temperature range where the heating, ventilation, 

and air conditioning (HVAC) system is neither calling for cooling or heating.2 In 

California, the maximum allowable zone airflow during deadband operation is the larger 

of 20 percent of peak primary airflow or the design minimum outdoor airflow rate as 

determined in accordance with Section 120.1(c)3. This proposed change would reduce 

complexity by eliminating the requirement to consider 20 percent of peak primary 

airflow. The maximum airflow rate during deadband operation would simply be equal to 

the design minimum outdoor airflow rate. Depending on occupancy types, this would 

result in a decrease in airflow during deadband operation for most of the prototype 

buildings and climate zones most situations as 20 percent of peak primary airflow is 

typically greater than design minimum outdoor airflow rates. The revisions would apply 

to all buildings that use VAV systems for new construction, additions, and alterations. 

Because of the lower airflow rate and less fan heat during deadband operation, fan and 

cooling energy consumptions will decrease but heating energy consumption will 

increase. The revisions to the compliance software would be minimal and it would be of 

negligible cost to implement. Energy savings would result from reduced reheat and 

reduced fan energy. This proposed code change would align Title 24, Part 6 with 

American Society of Heating, Refrigeration and Air Conditioning Engineers (ASHRAE) 

Standard 90.1-2019 (ASHRAE, Standard 90.1 2019). 

2.1.2 Measure History 

Requirements for VAV zone controls have been subject to code changes in both 2008 

and 2013 (CASE: Reduce Reheat 2011) and are well known in the industry. The 

proposed code changes have already been adopted into ASHRAE 90.1 and utilize the 

existing controls infrastructure adopted in 2008 and 2013 to implement this measure at 

no cost.  

Title 24, Part 6 includes two prescriptive options for airflow during deadband operation. 

The required ventilation airflow calculated in Section 120.1(c)3 for indoor air quality or 

 

2 Section 100.1(b) of Title 24, Part 6 includes the following definition of deadband, ñDEADBAND is the 

temperature range within which the HVAC system is neither calling for heating or cooling.ò 
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20 percent of the peak primary airflow. This measure would remove the 20 percent of 

peak primary airflow option so that deadband airflow will be dictated by indoor air quality 

requirements alone. This recommendation is based on technical research conducted for 

ASHRAEôs research project, RP-1515 Thermal and Air Quality Acceptability in Buildings 

that Reduce Energy by Reducing Minimum Airflow from Overhead Diffusers (ASHRAE, 

RP-1515 2015), which was co-funded by the California Energy Commission (Energy 

Commission) PIER program. The research project evaluated occupantsô thermal 

comfort and air quality satisfaction of reduced airflows using lab and field studies. It also 

investigated energy savings resulting from setting deadband airflow setpoints to about 

10 percent of design cooling airflow and found that lower flow rates resulted in improved 

occupant thermal comfort and improved air quality satisfaction. Subsequent studies 

found similar results (ASHRAE Journal 2019). Findings from RP-1515 resulted in the 

approval of Addendum AU to ASHRAE 90.1-2016, which reduced the deadband airflow 

requirements. As a result, this measure proposes to align Title 24, Part 6 with ASHRAE 

Standard 90.1-2019 and simplify the existing code requirements. 

2.1.3  Summary of Proposed Changes to Code Documents  

The sections below summarize how the standards, Reference Appendices, Alternative 

Calculation Method (ACM) Reference Manuals, and compliance documents would be 

modified by the proposed change. See Section 2.6 of this report for detailed proposed 

revisions to code language. 

For the potential inclusion for healthcare facilities, the Statewide CASE Team believes 

this measure should be considered for all non-essential VAV-type HVAC systems.  

2.1.3.1 Summary of Changes to the Standards 

This proposal would modify the following sections of the California Energy Code as 

shown below. See Section 2.6.2 of this report for marked-up code language. 

SECTION 140.4 ï PRESCRIPTIVE REQUIREMENTS FOR SPACE CONDITIONING 

SYSTEMS 

Section 140.4(d) Space-conditioning Zone Controls: The purpose of this change is 

to amend existing language to simplify calculations of maximum allowable deadband 

airflow for terminal VAV boxes for DDC systems by eliminating the need to consider 20 

percent of peak primary airflow. This code change removes complexity and aligns with 

ASHRAE Standard 90.1 (ASHRAE, Standard 90.1 2019) while maintaining minimum 

outdoor airflow requirements (Title 24, Part 6 2019)(Section 120.1). 

2.1.3.2 Summary of Changes to the Reference Appendices 

The proposed code change would not modify the Reference Appendices. 



 

2022 Title 24, Part 6 Final CASE Report ï 2022-NR-HVAC4-F | 31 

2.1.3.3 Summary of Changes to the Nonresidential ACM Reference Manual  

This proposal would modify Section 5.6.6.1 VAV Air Flow of the Nonresidential ACM 

Reference Manual. The option of using 20 percent of the peak supply air volume to the 

zone will be removed from standard for Dual Maximum control sequence in the 

deadband. See Section 2.6.4 of this report for the detailed proposed revisions to the text 

of the ACM Reference Manual. 

2.1.3.4 Summary of Changes to the Nonresidential Compliance Manual  

Chapter 4: Mechanical Systems of the Nonresidential Compliance Manual would need 

to be revised to incorporate changes to Section 4.5.2 Prescriptive Requirements 

See Section 2.1.3.4 of this report for the detailed proposed revisions to the text of the 

Compliance Manuals. 

2.1.3.5 Summary of Changes to Compliance Documents  

The proposed code change would modify the compliance documents listed below. 

Examples of the revised documents are presented in Section 2.6.6.  

¶ 2019-NRCC-MCH-E - Section K: Terminal Box Controls would need to be 

amended to indicate that there would no longer be 20 percent zonal airflow 

requirement. 

2.1.4 Regulatory Context 

2.1.4.1 Existing Requirements in the California Energy Code 

Currently VAV airflow requirements for nonresidential buildings are subject to two 

distinct sections of the California Energy Code (Title 24, Part 6 2019): Section 120.1(c) 

and Section 140.4 (d). Section 120.1(c) provides mandatory requirements for minimum 

ventilation. For example, breakrooms, lobby, and office space all have specific 

ventilation corrections based on square footage (see Table 120.1-A ï Minimum 

Ventilation Rates in Title 24, Part 6 for more details). Section 140.4(d) provides 

prescriptive requirements for terminal box controls stating that deadband airflow shall 

not exceed the greater of the mandatory requirements or 20 percent peak primary 

airflow. 

2.1.4.2 Relationship to Requirements in Other Parts of the California Building 
Code  

VAV minimum airflow requirements are separately listed under the California 

Mechanical Code (Title 24, Part 4 2019) under Chapter 4: Ventilation Air, Section 403.2 

and subsequent subsections which reference ASHRAE 62.1 ventilation requirements. 

However, as noted in Section 402.1, these regulations are superseded by the California 

Energy Code. 
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2.1.4.3 Relationship to Local, State, or Federal Laws 

There are no relevant local, state, or federal laws. 

2.1.4.4 Relationship to Industry Standards  

Both ASHRAE Standard 90.1 and the International Energy Conservation Code (IECC) 

contain sections on zone controls. This code change proposal would align with the 2019 

version of ASHRAE Standard 90.1 (ASHRAE, Standard 90.1 2019)  

For IECC, the 2018 version created a new section to incorporate specifications for VAV 

zone airflow but did not incorporate the guidance from the ASHRAE AU addendum 

which removed the 20 percent minimum flowrate approach3 (IECC 2018). There were 

no proposals for IECC 2021 that recommending aligning with ASHRAE and eliminating 

the 20 percent minimum flowrate approach (Energy Efficient Codes Coalition 2020). 

2.1.5 Compliance and Enforcement 

When developing this proposal, the Statewide CASE Team considered methods to 

streamline the compliance and enforcement process and how negative impacts on 

market actors who are involved in the process could be mitigated or reduced. This 

section describes how to comply with the proposed code change. It also describes the 

compliance verification process. Appendix E presents how the proposed changes could 

impact various market actors.  

The activities that need to occur during each phase of the project are described below:  

¶ Design Phase: During the design phase, the mechanical engineers would 

need to make small modifications to their existing VAV box schedule templates 

for the mechanical drawings. This would simplify the code by basing minimum 

airflow for the deadband operation on one value instead of two. This would 

make it incrementally easier for designers and associated subcontractors. In 

order to accommodate the change, designers should also call out this change 

in the sequence of operations and other supporting design documents to 

ensure controls subcontractors are aware of the new requirements and plan 

checkers can note clarity for future compliance.  

¶ Permit Application Phase: At this phase, plan-checkers with the authority 

having jurisdiction would need to ensure that the new flow rate minimums and 

flow setpoint is called out in the mechanical schedule and sequence of 

operations to ensure this is implemented properly. This code change should be 

incrementally easier for code officials. Under this phase, NRCC-MCH-E 

 

3 See Section C403.6.1: Variable air volume and multiple-zone systems 
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Certificate of Compliance would verify that the zonal control strategy specified 

for each zone is meeting the requirements. 

¶ Construction Phase: Under this phase, the controls subcontractor would 

implement the flowrate setpoint for the deadband flowrate which the controls 

subcontractor is already doing. 

¶ Inspection Phase: Under this phase, the mechanical systems are tested as 

part of acceptance testing. The minor change being that under NRCA-MCH-13-

A, step 7, inspectors would need to verify that the deadband flow rate is 

adheres to the proposed flowrates. There are no necessary changes to the 

compliance document, and the proposed change will simplify the inspection 

process because the inspector would not need to determine if the flowrate was 

determined based on 20 percent of peak primary airflow or the design 

minimum outdoor airflow rate as the option to use 20 percent of peak primary 

airflow option would be removed. 

As outlined above, this measure would have limited changes to the existing design and 

construction process. The Statewide CASE Team does not expect implementation of 

this measure to add substantive changes to the existing code compliance process.  

2.2 Market Analysis 

2.2.1 Market Structure 

The Statewide CASE Team performed a market analysis with the goals of identifying 

current technology availability, current product availability, and market trends. The 

Statewide CASE Team then considered how the proposed standard may impact the 

market in general as well as individual market actors. Information was gathered about 

the incremental cost of complying with the proposed measure. Estimates of market size 

and measure applicability were identified through research and outreach with 

stakeholders including utility program staff, Energy Commission staff, and a wide range 

of industry actors. In addition to conducting personalized outreach, the Statewide CASE 

Team discussed the current market structure and potential market barriers during three 

public stakeholder meetings that the Statewide CASE Team held on October 15, 2019 

(Statewide CASE Team: HVAC Part 1 2019) and April 14, 2020 (Statewide CASE 

Team: HVAC Controls 2020). Presentation slides, meeting notes, and summary of the 

code change language can be found in the resources section of this report.  

Primary market actors for this measure include VAV box manufacturers, HVAC 

designers, controls contractors, and commissioning agents. Manufacturers build VAV 

boxes compiling the various components such as valves, dampers, coils, and actuators, 

and HVAC designers determine the ductwork layout that connect an individual VAV box 

to the air handler and specify the equipment sizes. Controls contractors program the 
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VAV boxes to adhere to the requirements of the zone and to connect those actions to 

the building automation system. Commissioning agents verify that the system is 

implemented properly adhering to the ownerôs project requirements. 

The Statewide CASE Team does not anticipate significant changes or difficulties in 

complying with this measure. The minimal changes would occur with HVAC designers 

which would have to adjust their mechanical drawings and schedules to reflect the new 

deadband airflow requirements ï all other market actors would operate in the same 

way. 

2.2.2 Technical Feasibility, Market Availability, and Current Practices 

As noted in the Measure Description section, VAV box controls have been subject to 

code changes in both 2008 and 2013 Title 24, Part 6 and are well known in the industry. 

The proposed code change has already been adopted into ASHRAE Standard 90.1 and 

this measure would simplify compliance by requiring airflow minimums in the deadband 

to be subject only to the airflow minimums required as part of Table 120.1-A of the 

California Energy Code. There are no known technical feasibility or market availability 

barriers. 

Currently, the maximum allowable zone airflow during deadband operation is the larger 

of 20 percent of peak primary airflow or the design minimum outdoor airflow rate. In 

most cases 20 percent of peak primary airflow is larger than the design minimum 

outdoor airflow rate. It is common practice to set the airflow at 20 percent of peak airflow 

even though this provides more outside air than is required.  

2.2.3 Market Impacts and Economic Assessments 

2.2.3.1 Impact on Builders 

Builders of residential and commercial structures are directly impacted by many of the 

measures proposed by the Statewide CASE Team for the 2022 code cycle. It is within 

the normal practices of these businesses to adjust their building practices to changes in 

building codes. When necessary, builders engage in continuing education and training 

in order to remain compliant with changes to design practices and building codes.  

Californiaôs construction industry is comprised of about 80,000 business establishments 

and 860,000 employees (see Table 5).4 In 2018, total payroll was $80 billion. Nearly 

17,000 establishments and 344,000 employees focus on the commercial sector.  

 

4 Average total monthly employment in California in 2018 was 18.6 million; the construction industry 

represented 4.5 percent of 2018 employment. 
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Table 5: California Construction Industry, Establishments, Employment, and 
Payroll 

Construction Sectors Establishments Employment Annual 
Payroll  

(billions $) 

Commercial 17,273 343,513 $27.8 

 Commercial Building Construction 4,508 75,558 $6.9 

 Foundation, Structure, & Building 
Exterior 

2,153 53,531 $3.7 

 Building Equipment Contractors 6,015 128,812 $10.9 

 Building Finishing Contractors 4,597 85,612 $6.2 

Source: (State of California, Employment Development Department n.d.) 

The proposed change to nonresidential HVAC controls would likely affect commercial 

builders and nonresidential electrical, HVAC, and plumbing contractors but would not 

significantly impact other building trades. The effects on the commercial building 

industry would not be felt by all firms and workers, but rather would be concentrated in 

specific industry subsectors. Table 6 shows the commercial building subsectors the 

Statewide CASE Team expects to be impacted by the changes proposed in this report 

as they are related directly related to the purchase and installation of HVAC equipment.  

Table 6: Specific Subsectors of the California Commercial Building Industry 
Impacted by Proposed Change to Code 

Construction Subsector Establishments Employment Annual 
Payroll  

(billions $) 

Commercial Building Construction 4,508 75,558 $6.7 

 Nonresidential Electrical 
Contractors 3,115 66,951 $5.6 

 Nonresidential plumbing and HVAC 
contractors 2,394 52,977 $4.5 

Other Nonresidential equipment 
contractors 506 8,884 $0.9 

Source: (State of California, Employment Development Department n.d.) 

2.2.3.2 Impact on Building Designers and Energy Consultants 

Adjusting design practices to comply with changing building codes practices is within 

the normal practices of building designers. Building codes (including the California 

Energy Code) are typically updated on a three-year revision cycle and building 
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designers and energy consultants engage in continuing education and training in order 

to remain compliant with changes to design practices and building codes.  

Businesses that focus on residential, commercial, institutional, and industrial building 

design are contained within the Architectural Services sector (North American Industry 

Classification System 541310). Table 7: California Building Designer and Energy 

Consultant Sectors shows the number of establishments, employment, and total annual 

payroll for Building Architectural Services. The proposed code changes would 

potentially impact all firms within the Architectural Services sector. The Statewide CASE 

Team anticipates the impacts for Nonresidential HVAC Controls to affect firms that 

focus on nonresidential construction.  

There is not a North American Industry Classification System (NAICS)5 code specific for 

energy consultants. Instead, businesses that focus on consulting related to building 

energy efficiency are contained in the Building Inspection Services sector (NAICS 

541350), which is comprised of firms primarily engaged in the physical inspection of 

residential and nonresidential buildings.6 It is not possible to determine which business 

establishments within the Building Inspection Services sector are focused on energy 

efficiency consulting. The information shown in Table 7 provides an upper bound 

indication of the size of this sector in California.  

 

5 NAICS is the standard used by Federal statistical agencies in classifying business establishments for 

the purpose of collecting, analyzing, and publishing statistical data related to the U.S. business economy. 

NAICS was development jointly by the U.S. Economic Classification Policy Committee (ECPC), Statistics 

Canada, and Mexico's Instituto Nacional de Estadistica y Geografia, to allow for a high level of 

comparability in business statistics among the North American countries. NAICS replaced the Standard 

Industrial Classification (SIC) system in 1997. 

6 Establishments in this sector include businesses primarily engaged in evaluating a buildingôs structure 

and component systems and includes energy efficiency inspection services and home inspection 

services. This sector does not include establishments primarily engaged in providing inspections for 

pests, hazardous wastes or other environmental contaminates, nor does it include state and local 

government entities that focus on building or energy code compliance/enforcement of building codes and 

regulations.  
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Table 7: California Building Designer and Energy Consultant Sectors 

Sector Establishments Employment Annual Payroll  
(billions $) 

Architectural Services a 3,704 29,611 $2.9 

Building Inspection Services b 824 3,145 $0.2 

Source: (State of California, Employment Development Department n.d.) 

a. Architectural Services (NAICS 541310) comprises private-sector establishments primarily engaged 
in planning and designing residential, institutional, leisure, commercial, and industrial buildings and 
structures; 

b. Building Inspection Services (NAICS 541350) comprises private-sector establishments primarily 
engaged in providing building (residential & nonresidential) inspection services encompassing all 
aspects of the building structure and component systems, including energy efficiency inspection 
services. 

2.2.3.3 Impact on Occupational Safety and Health 

The proposed code change does not alter any existing federal, state, or local 

regulations pertaining to safety and health, including rules enforced by the California 

Division of Occupational Safety and Health (Cal/OSHA). All existing health and safety 

rules would remain in place. Complying with the proposed code change is not 

anticipated to have adverse impacts on the safety or health of occupants or those 

involved with the construction, commissioning, and maintenance of the building. 

2.2.3.4 Impact on Building Owners and Occupants  

Commercial Buildings 

The commercial building sector includes a wide array of building types, including offices, 

restaurants and lodging, retail, and mixed-use establishments, and warehouses 

(including refrigerated) (Kenney 2019). Energy use by occupants of commercial 

buildings also varies considerably with electricity used primarily for lighting, space 

cooling and conditioning, and refrigeration. Natural gas consumed primarily for heating 

water and for space heating. According to information published in the 2019 California 

Energy Efficiency Action Plan, there is more than 7.5 billion square feet of commercial 

floor space in California and consumes 19 percent of Californiaôs total annual energy 

use (Kenney 2019). The diversity of building and business types within this sector 

creates a challenge for disseminating information on energy and water efficiency 

solutions, as does the variability in sophistication of building owners and the 

relationships between building owners and occupants.  

Estimating Impacts 

Building owners and occupants would benefit from lower energy bills. As discussed in 

Section 2.2.4.1, when building occupants save on energy bills, they tend to spend it 

elsewhere in the economy thereby creating jobs and economic growth for the California 
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economy. The Statewide CASE Team does not expect the proposed code change for 

the 2022 code cycle to impact building owners or occupants adversely. 

2.2.3.5 Impact on Building Component Retailers (Including Manufacturers and 
Distributors) 

The Statewide CASE Team does not expect any significant impacts on manufacturers 

and distributors of these products.  

2.2.3.6 Impact on Building Inspectors  

Table 8 shows employment and payroll information for state and local government 

agencies in which many inspectors of residential and commercial buildings are 

employed. Building inspectors participate in continuing training to stay current on all 

aspects of building regulations, including energy efficiency. The Statewide CASE Team, 

therefore, anticipates the proposed change would have no impact on employment of 

building inspectors or the scope of their role conducting energy efficiency inspections. 

Table 8: Employment in California State and Government Agencies with Building 
Inspectors 

Sector Govt. Establishments Employment Annual 
Payroll  

(millions $) 

Administration of Housing 
Programsa 

State 17 283 $29.0 

Local 36 2,882 $205.7 

Urban and Rural 
Development Adminb 

State 35 552 $48.2 

Local 52 2,446 $186.6 

Source: (State of California, Employment Development Department n.d.) 

a. Administration of Housing Programs (NAICS 925110) comprises government establishments 
primarily engaged in the administration and planning of housing programs, including building codes 
and standards, housing authorities, and housing programs, planning, and development. 

b. Urban and Rural Development Administration (NAICS 925120) comprises government 
establishments primarily engaged in the administration and planning of the development of urban 
and rural areas. Included in this industry are government zoning boards and commissions. 

2.2.3.7 Impact on Statewide Employment 

As described in Sections 2.2.3.1 through 2.2.3.6, the Statewide CASE Team does not 

anticipate significant employment or financial impacts to any particular sector of the 

California economy. This is not to say that the proposed change would not have modest 

impacts on employment in California. In Section 2.2.4, the Statewide CASE Team 

estimated how the proposed change in VAV Controls would affect statewide 

employment and economic output directly and indirectly through its impact on builders, 

designers and energy consultants, and building inspectors. In addition, the Statewide 
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CASE Team estimated how energy savings associated with the proposed change in 

Nonresidential HVAC Controls would lead to modest ongoing financial savings for 

California residents, which would then be available for other economic activities.  

2.2.4 Economic Impacts 

For the 2022 code cycle, the Statewide CASE Team used the IMPLAN model software, 

along with economic information from published sources, and professional judgement to 

developed estimates of the economic impacts associated with each proposed code 

changes.7 While this is the first code cycle in which the Statewide CASE Team develops 

estimates of economic impacts using IMPLAN, it is important to note that the economic 

impacts developed for this report are only estimates and are based on limited and to 

some extent speculative information. In addition, the IMPLAN model provides a 

relatively simple representation of the California economy and, though the Statewide 

CASE Team is confident that direction and approximate magnitude of the estimated 

economic impacts are reasonable, it is important to understand that the IMPLAN model 

is a simplification of extremely complex actions and interactions of individual, 

businesses, and other organizations as they respond to changes in energy efficiency 

codes. In all aspect of this economic analysis, the CASE Authors rely on conservative 

assumptions regarding the likely economic benefits associated with the proposed code 

change.  

Adoption of this code change proposal would result in relatively modest economic 

impacts through the additional direct spending by those in the commercial building 

industry, architects, energy consultants, and building inspectors. The Statewide CASE 

Team does not anticipate that money saved by commercial building owners or other 

organizations affected by the proposed 2022 code cycle regulations would result in 

additional spending by those businesses. 

As noted in Section 2.4.3, the Statewide CASE Team does not expect any incremental 

equipment, maintenance, or labor costs for this submeasure. Additionally, the Statewide 

CASE Team does not expect the VAV deadband airflow proposal to add any time-

consuming tasks to the existing responsibilities of building inspectors or designers. 

Thus, there would be no economic impacts experienced by the construction sector. The 

following three submeasures would experience economic impacts.  

 

7 IMPLAN (Impact Analysis for Planning) software is an input-output model used to estimate the economic 

effects of proposed policies and projects. IMPLAN is the most commonly used economic impact model 

due to its ease of use and extensive detailed information on output, employment, and wage information. 
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2.2.4.1 Creation or Elimination of Jobs 

The Statewide CASE Team does not anticipate that the measures proposed for the 

2022 code cycle regulation would lead to the creation of new types of jobs or the 

elimination of existing types of jobs. In other words, the Statewide CASE Teamôs 

proposed change would not result in economic disruption to any sector of the California 

economy. Rather, the estimates of economic impacts discussed in Section 2.2.4 would 

lead to modest changes in employment of existing jobs.  

2.2.4.2 Creation or Elimination of Businesses in California 

As stated above, the Statewide CASE Teamôs proposed change would not result in 

economic disruption to any sector of the California economy. The proposed change 

represents a modest change to HVAC Controls which would not excessively burden or 

competitively disadvantage California businesses ï nor would it necessarily lead to a 

competitive advantage for California businesses. Therefore, the Statewide CASE Team 

does not foresee any new businesses being created, nor does the Statewide CASE 

Team think any existing businesses would be eliminated due to the proposed code 

changes.  

2.2.4.3 Competitive Advantages or Disadvantages for Businesses in California 

The proposed code changes would apply to all businesses incorporated in California, 

regardless of whether the business is incorporated inside or outside of the state.8 

Therefore, the Statewide CASE Team does not anticipate that these proposed 

measures would have an adverse effect on the competitiveness of California 

businesses. Likewise, the Statewide CASE Team does not anticipate businesses 

located outside of California would be advantaged or disadvantaged. 

2.2.4.4 Increase or Decrease of Investments in the State of California 

The Statewide CASE Team analyzed national data on corporate profits and capital 

investment by businesses that expand a firmôs capital stock (referred to as net private 

domestic investment, or NPDI).9 As Table 9 shows, between 2015 and 2019, NPDI as a 

percentage of corporate profits ranged from 26 to 35 percent, with an average of 31 

percent. While only an approximation of the proportion of business income used for net 

capital investment, the Statewide CASE Team believes it provides a reasonable 

 

8 Gov. Code, Ä 11346.3(c)(1)(C), 11346.3(a)(2); 1 CCR Ä 2003(a)(3) Competitive advantages or 

disadvantages for California businesses currently doing business in the state. 

9 Net private domestic investment is the total amount of investment in capital by the business sector that 

is used to expand the capital stock, rather than maintain or replace due to depreciation. Corporate profit is 

the money left after a corporation pays its expenses.  
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estimate of the proportion of proprietor income that would be reinvested by business 

owners into expanding their capital stock. 

Table 9: Net Domestic Private Investment and Corporate Profits, U.S. 

Year Net Domestic Private 
Investment by Businesses, 

Billions of Dollars 

Corporate Profits 
After Taxes, 

Billions of Dollars 

Ratio of Net Private 
Investment to 

Corporate Profits 

2015 609.3 1,740.3 35% 

2016 456.0 1,739.8 26% 

2017 509.3 1,813.6 28% 

2018 618.3 1,843.7 34% 

2019 580.9 1,827.0 32% 

  5-Year Average 31% 

Source: (Federal Reserve Economic Data n.d.) 

The Statewide CASE Team does not anticipate that the economic impacts associated 

with the proposed measure would lead to significant change (increase or decrease) in 

investment in any directly or indirectly affected sectors of Californiaôs economy.  

2.2.4.5 Effects on the State General Fund, State Special Funds, and Local 
Governments 

The Statewide CASE Team does not expect the proposed code changes would have a 

measurable impact on the Californiaôs General Fund, any state special funds, or local 

government funds. 

2.2.4.5.1 Cost to the State 

State government already has budget for code development, education, and 

compliance enforcement. While state government would be allocating resources to 

update the Title 24, Part 6 Standards, including updating education and compliance 

materials and responding to questions about the revised requirements, these activities 

are already covered by existing state budgets. The costs to state government are small 

when compared to the overall costs savings and policy benefits associated with the 

code change proposals. Since all submeasures have been shown to be cost effective, 

the Statewide CASE Team does not expect any appreciable change to the state.  

2.2.4.5.2 Cost to Local Governments 

All proposed code changes to Title 24, Part 6 would result in changes to compliance 

determinations. Local governments would need to train building department staff on the 

revised Title 24, Part 6 Standards. While this re-training is an expense to local 

governments, it is not a new cost associated with the 2022 code change cycle. The 
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building code is updated on a triennial basis, and local governments plan and budget for 

retraining every time the code is updated. There are numerous resources available to 

local governments to support compliance training that can help mitigate the cost of 

retraining, including tools, training and resources provided by the IOU Codes and 

Standards program (such as Energy Code Ace). As noted in Appendix E, the Statewide 

CASE Team considered how the proposed code change might impact various market 

actors involved in the compliance and enforcement process and aimed to minimize 

negative impacts on local governments.  

2.2.4.6 Impacts on Specific Persons 

While the objective of any of the Statewide CASE Teamôs proposal is to promote energy 

efficiency, the Statewide CASE Team recognizes that there is the potential that a 

proposed code change may result in unintended consequences. The Statewide CASE 

Team has not found any information showing that specific persons would be impacted 

by this proposal.  

2.3 Energy Savings  

2.3.1 Key Assumptions for Energy Savings Analysis 

The energy and cost analysis presented in this report used the TDV factors that are 

consistent with the TDV factors presented during the Energy Commissionôs March 27, 

2020 workshop on compliance metrics. (California Energy Commission 2020). The 

electricity TDV factors include the 15 percent retail adder and the natural gas TDV 

factors include the impact of methane leakage on the building site. The electricity TDV 

factors used in the energy savings analyses were obtained via email from Energy and 

Environmental Economics, Inc. (E3), the contractor that is developing the 2022 TDV 

factors for the Energy Commission, in a spreadsheet titled ñElectric TDVs 2022 - 15 pct 

Retail Adj Scaled by Avoided Costs.xlsxò. The natural gas TDV factors used in the 

energy savings analyses were obtained via email from E3 in a spreadsheet titled 

ñ2022_TDV_Policy_Compliant_CH4Leak_FlatRtlAdd_20191210.xlsxò. The electricity 

demand factors used in the energy savings analysis were obtained via email from E3 in 

a spreadsheet titled ñ2022 TDV Demand Factors.xlsxò. The final TDV factors that the 

Energy Commission released in June 2020 use 20-year global warming potential 

(GWP) values instead of the 100-year GWP values that were used to derive the current 

TDV factors. The 20-year GWP values increased the TDV factors slightly. As a result, 

the TDV energy savings presented in this report are lower than the values that are 

expected if the final TDV that use 20-year GWP values were used in the analysis. The 

proposed code changes will be more cost effective using the revised TDV. Energy 

savings presented in kWh and therms are not affected by TDV or demand factors. 
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2.3.2 Energy Savings Methodology 

2.3.2.1 Energy Savings Methodology per Prototypical Building 

The Energy Commission directed the Statewide CASE Team to model the energy 

impacts using specific prototypical building models that represent typical building 

geometries for different types of buildings. The prototype buildings that the Statewide 

CASE Team used in the analysis are presented in Table 10. The Statewide CASE 

Team considered any nonresidential building prototypes that included air handling 

systems that had variable air volume controls. If a prototype model included non-VAV 

systems, those systems were not modified. 

Table 10: Prototype Buildings Used for Energy, Demand, Cost, and Environmental 
Impacts Analysis 

Prototype Name Number 
of 

Stories 

Floor 
Area 

(square 
feet) 

Description 

ApartmentHighRise a 

(College dormitories) 

10 93,632 10 story apartment building with a basement 
and elevator penthouse, 75 residential units 
and other common spaces including lobby, 
office, multipurpose room, exercise center, 
laundry, and storage 

OfficeLarge 13 498,589 12 story + 1 basement office building with 5 
zones and a ceiling plenum on each floor. 
Window-to-Wall-Ratio (WWR)-0.40 

OfficeMedium 3 53,628 3 story office building with 5 zones and a 
ceiling plenum on each floor. WWR-0.33 

OfficeMediumLab 3 53,628 3 story office building with 5 zones and a 
ceiling plenum on each floor. WWR-0.33 

SchoolSecondary 2 210,866 High school with WWR of 35% and SRR 1.4% 

a. The Nonresidential ñApartmentHighRiseò prototypical model is used to model college dormitories 
which account for 25% of the ñCollegesò building type based on square footage. 

The Statewide CASE Team estimated energy and demand impacts by simulating the 

proposed code change using the 2022 Research Version of CBECC-Com.  

CBECC-Com generates two models based on user inputs: the Standard Design and the 

Proposed Design. The Standard Design represents the geometry of the design that the 

builder would like to build and inserts a defined set of features that result in an energy 

budget that is minimally compliant with 2019 Title 24, Part 6 code requirements. 

Features used in the Standard Design are described in the 2019 Nonresidential ACM 

Reference Manual. The Proposed Design represents the same geometry as the 

Standard Design, but it assumes the energy features that the software user describes 
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with user inputs. To develop savings estimates for the proposed code changes, the 

Statewide CASE Team created a Standard Design and Proposed Design for each 

prototypical building. There is an existing Title 24, Part 6 requirement that covers the 

building system in question and applies to both new construction and alterations, so the 

Standard Design is minimally compliant with the 2019 Title 24, Part 6 requirements. As 

indicated in Section 140.4(d)2-Space-conditioning Zone Controls, the volume of primary 

air in the deadband shall not exceed the larger of 20 percent of the peak primary airflow 

or the design zone outdoor airflow rate as specified by Section 120.1(c)3.  

The Statewide CASE Team discovered that the Standard Design developed from 

CBECC-Com utilizes a 20 percent minimum air flow for every zone, despite the dual 

criteria. The Statewide CASE Team modified the Standard Design to match the current 

code requirements using a lookup table that references requirements listed in Section 

120.1(c)3. The Proposed Design was identical to this modified Standard Design in all 

ways except for the revisions that represent the proposed changes to the code. Table 

11 presents precisely which parameters were modified and what values were used in 

the Standard Design and Proposed Design. Specifically, the proposed conditions 

assume the design zone outdoor airflow rate is used in the deadband, instead of the 

larger of 20 percent peak airflow or the design outdoor air flow rate, in each climate 

zones as specified by Section 120.1(c)3.  

Comparing the energy impacts of the Standard Design to the Proposed Design reveals 

the impacts of the proposed code change relative to a building that is minimally 

compliant with the 2019 Title 24, Part 6 requirements. 



 

2022 Title 24, Part 6 Final CASE Report ï 2022-NR-HVAC4-F | 45 

Table 11: Modifications Made to Standard Design in Each Prototype to Simulate 
Proposed Code Change 

Prototype ID Climate 
Zone 

Parameter 
Name 

Standard Design 
Parameter Value 

Proposed 
Design 

Parameter 
Value 

ApartmentHighRise 

(College dormitories) 

All Flow 
Minimum 

 Larger of 20 percent of 
peak primary airflow or 
design zone outdoor 
airflow rate 

design zone 
outdoor 
airflow rate 

OfficeLarge All Flow 
Minimum 

 Larger of 20 percent of 
peak primary airflow or 
design zone outdoor 
airflow rate 

design zone 
outdoor 
airflow rate 

OfficeMedium All Flow 
Minimum 

 Larger of 20 percent of 
peak primary airflow or 
design zone outdoor 
airflow rate 

design zone 
outdoor 
airflow rate 

OfficeMediumLab All Flow 
Minimum 

 Larger of 20 percent of 
peak primary airflow or 
design zone outdoor 
airflow rate 

design zone 
outdoor 
airflow rate 

SchoolSecondary All Flow 
Minimum 

 Larger of 20 percent of 
peak primary airflow or 
design zone outdoor 
airflow rate 

design zone 
outdoor 
airflow rate 

CBECC-Com calculates whole-building energy consumption for every hour of the year 

measured in kilowatt-hours per year (kWh/yr) and therms per year (therms/yr). It then 

applies the 2022 time dependent valuation (TDV) factors to calculate annual energy use 

in kilo British thermal units per year (TDV kBtu/yr) and annual peak electricity demand 

reductions measured in kilowatts (kW). CBECC-Com also generates TDV energy cost 

savings values measured in 2023 present value dollars (2023 PV$).  

The energy impacts of the proposed code change vary by climate zone. The Statewide 

CASE Team simulated the energy impacts in every climate zone and applied the 

climate-zone specific TDV factors when calculating energy and energy cost impacts. 

Per-unit energy impacts for nonresidential buildings are presented in savings per square 

foot. Annual energy and peak demand impacts for each prototype building were 

translated into impacts per square foot by dividing by the floor area of the prototype 

building. This step allows for an easier comparison of savings across different building 

types and enables a calculation of statewide savings using the construction forecast 

that is published in terms of floor area by building type. 
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2.3.2.2 Statewide Energy Savings Methodology 

The per-unit energy impacts were extrapolated to statewide impacts using the 

Statewide Construction Forecasts provided by the Energy Commission (California 

Energy Commisison 2020). The Statewide Construction Forecasts estimate new 

construction that would occur in 2023, the first year that the 2022 Title 24, Part 6 

requirements are in effect. It also estimates the size of the total existing building stock in 

2023 that the Statewide CASE Team used to approximate savings from building 

alterations. The construction forecast provides construction (new construction and 

existing building stock) by building type and climate zone. The building types used in the 

construction forecast, Building Type ID, are not identical to the prototypical building 

types available in CBECC-Com, so the Energy Commission provided guidance on 

which prototypical buildings to use for each Building Type ID when calculating statewide 

energy impacts. Table 12 presents the prototypical buildings and weighting factors that 

the Energy Commission requested the Statewide CASE Team use for each Building 

Type ID in the Statewide Construction Forecast. 

For alterations and additions, statewide energy savings were calculated using a similar 

methodology which applied these savings to the existing building stock assuming 5 

percent of applicable building prototypes were impacted. This assumes that the useful 

life of VAV equipment is 20 years and that every year one-twentieth (or 5 percent) of the 

VAV systems would be replaced in an alteration that triggers code compliance.  

Appendix A presents additional information about the methodology and assumptions 

used to calculate statewide energy impacts. 
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Table 12: Nonresidential Building Types and Associated Prototype Weighting 

Building Type ID from 
Statewide Construction 
Forecast 

Building Prototype for 
Energy Modeling 

Weighting Factors for 
Statewide Impacts 

Analysis 

Small Office OfficeSmall 100% 

Large Office OfficeMedium 50% 

OfficeLarge 50% 

Restaurant RestaurantFastFood 100% 

Retail RetailStandAlone 10% 

RetailLarge 75% 

RetailStripMall 5% 

RetailMixedUse 10% 

Grocery Store Grocery 100% 

Non-Refrigerated Warehouse Warehouse 100% 

Refrigerated Warehouse RefrigWarehouse N/A 

Schools SchoolPrimary 60% 

SchoolSecondary 40% 

Colleges OfficeSmall 5% 

OfficeMedium 15% 

OfficeMediumLab 20% 

PublicAssembly 5% 

SchoolSecondary 30% 

ApartmentHighRise 25% 

Hospitals Hospital 100% 

Hotel/Motels HotelSmall 100% 

2.3.3 Per-Unit Energy Impacts Results 

Energy savings and peak demand reductions per-unit are presented in Table 13 

through  

Table 17. The per-unit energy savings figures do not account for naturally occurring 

market adoption or compliance rates. Per-unit savings for the first year are expected to 

range from 0.006 to 0.052 kWh/ft2 in electrical savings and ï0.006 to 0.009 therms/ft2 in 

gas savings depending upon climate zone and prototype model. Most of the savings are 

a result of fan system electrical savings. There are two impacts on natural gas 

consumption; decreased gas consumption because of lower airflow rate, and either an 

increase or decrease in gas consumption because of less fan heat. Natural gas use is 

reduced in cooling-dominated climates (cooling load is reduced) and increased in 

heating-dominated climates (heating load is increased). The most pronounced instance 

of reduced cooling load resulting in increased energy savings (negative natural gas 
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savings because heating is provided by a gas system) is the OfficeLarge simulation of 

Climate Zone 1 (Arcata, CA), which showed a 0.801 kBtu/ftĮ penalty. The overall 

impacts on gas consumption depend on climate zones and prototypical buildings.  

In all simulated prototypes and climate zones except four, the total TDV energy savings 

is positive. That is, in all but four simulations, the electricity savings from the fan system 

outweigh the increased natural gas use from the heating systems. In these four 

simulated results, total energy use would increase as would energy costs. The 

Statewide CASE Team will be working with the Energy Commission to review these four 

instances and determine a path forward that will consider the implications of potentially 

increasing energy use in some buildings with concerns about the complexity of the code 

(code would be more complex with exceptions for building types or climate zones).  

The tables below show the first-year per prototype impacts. Any instances of negative 

values are denoted in red with ( ) in the tables below. 

Table 13: First-Year Energy Impacts Per Square Foot ï ApartmentHighRise 

Climate 
Zone 

Electricity 
Savings 

(kWh/ft2) 

Peak Electricity 
Demand Reductions 

(kW/ft2) 

Natural Gas 
Savings 

(therms/ft2) 

TDV Energy 
Savings 

(TDV kBtu/ft2) 

1 0.033  0.000  (0.000) 0.607  

2 0.032  0.000  (0.000) 0.698  

3 0.026  0.000  (0.000) 0.588  

4 0.021  0.000  (0.000) 0.480  

5 0.021  0.000  (0.000) 0.476  

6 0.011  0.000  0.000  0.280  

7 0.011  0.000  0.000  0.281  

8 0.012  0.000  0.000  0.334  

9 0.017  0.000  (0.000) 0.405  

10 0.016  0.000  0.000  0.392  

11 0.030  0.000  (0.000) 0.688  

12 0.027  0.000  (0.000) 0.626  

13 0.026  0.000  (0.000) 0.589  

14 0.021  0.000  (0.000) 0.410  

15 0.010  0.000  (0.000) 0.279  

16 0.020  0.000  (0.000) 0.359  
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Table 14: First-Year Energy Impacts Per Square Foot ï OfficeLarge  

Climate 
Zone 

Electricity 
Savings 

(kWh/ft2) 

Peak Electricity 
Demand Reductions 

(kW/ft2) 

Natural Gas 
Savings 

(therms/ft2) 

TDV Energy 
Savings 

(TDV kBtu/ft2) 

1 0.023  0.000  (0.006) (0.801) 

2 0.027  0.000  (0.000) 0.568  

3 0.027  0.000  0.003  1.636  

4 0.022  0.000  0.004  1.438  

5 0.028  0.000  0.000  0.844  

6 0.035  0.000  0.008  2.908  

7 0.032  0.000  0.009  3.396  

8 0.032  0.000  0.007  2.670  

9 0.024  0.000  0.006  1.988  

10 0.025  0.000  0.005  1.751  

11 0.022  0.000  0.001  0.849  

12 0.026  0.000  0.003  1.367  

13 0.020  0.000  0.001  0.830  

14 0.020  0.000  0.001  0.559  

15 0.006  0.000  0.005  1.460  

16 0.022  0.000  (0.001) 0.493  

Table 15: First-Year Energy Impacts Per Square Foot ï OfficeMedium  

Climate 
Zone 

Electricity 
Savings 

(kWh/ft2) 

Peak Electricity 
Demand Reductions 

(kW/ft2) 

Natural Gas 
Savings 

(therms/ft2) 

TDV Energy 
Savings 

(TDV kBtu/ft2) 

1 0.020  0.000  (0.004) (0.298) 

2 0.023  0.000  (0.003) (0.335) 

3 0.026  0.000  (0.002) 0.591  

4 0.025  0.000  (0.001) 0.330  

5 0.024  0.000  (0.002) 0.432  

6 0.052  0.000  0.001  1.788  

7 0.046  0.000  0.001  2.152  

8 0.045  0.000  0.001  1.368  

9 0.031  0.000  (0.000) 0.585  

10 0.027  0.000  (0.000) 0.544  

11 0.023  0.000  (0.001) 0.305  

12 0.025  0.000  (0.001) 0.258  

13 0.020  0.000  (0.001) 0.153  

14 0.012  0.000  (0.002) (0.341) 

15 0.016  0.000  0.001  0.846  

16 0.021  0.000  (0.003) 0.086  
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Table 16: First-Year Energy Impacts Per Square Foot ï OfficeMediumLab  

Climate 
Zone 

Electricity 
Savings 

(kWh/ft2) 

Peak Electricity 
Demand Reductions 

(kW/ft2) 

Natural Gas 
Savings 

(therms/ft2) 

TDV Energy 
Savings 

(TDV kBtu/ft2) 

1 0.010  0.000  (0.001) 0.123  

2 0.016  0.000  0.001  0.529  

3 0.016  0.000  0.001  0.790  

4 0.020  0.000  0.002  0.844  

5 0.014  0.000  0.001  0.686  

6 0.033  0.000  0.003  1.611  

7 0.030  0.000  0.003  1.677  

8 0.032  0.000  0.003  1.597  

9 0.025  0.000  0.003  1.250  

10 0.025  0.000  0.003  1.268  

11 0.020  0.000  0.002  0.966  

12 0.020  0.000  0.002  0.896  

13 0.018  0.000  0.002  0.881  

14 0.017  0.000  0.002  0.880  

15 0.019  0.000  0.003  1.269  

16 0.022  0.000  0.001  0.889  
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Table 17: First-Year Energy Impacts Per Square Foot ï SchoolSecondary  

Climate 
Zone 

Electricity 
Savings 

(kWh/ft2) 

Peak Electricity 
Demand Reductions 

(kW/ft2) 

Natural Gas 
Savings 

(therms/ft2) 

TDV Energy 
Savings 

(TDV kBtu/ft2) 

1 0.010  0.000  (0.001) 0.068  

2 0.012  0.000  (0.000) 0.220  

3 0.016  0.000  (0.000) 0.418  

4 0.011  0.000  0.000  0.305  

5 0.010  0.000  (0.000) 0.252  

6 0.011  0.000  0.001  0.515  

7 0.010  0.000  0.001  0.572  

8 0.011  0.000  0.001  0.472  

9 0.010  0.000  0.000  0.351  

10 0.009  0.000  0.000  0.309  

11 0.011  0.000  (0.000) 0.286  

12 0.012  0.000  (0.000) 0.296  

13 0.008  0.000  0.000  0.226  

14 0.010  0.000  (0.000) 0.168  

15 0.006  0.000  0.001  0.338  

16 0.016  0.000  (0.001) 0.478  

 

2.4 Cost and Cost Effectiveness 

2.4.1 Energy Cost Savings Methodology 

Energy cost savings were calculated by applying the TDV energy cost factors to the 

energy savings estimates that were derived using the methodology described in TDV is 

a normalized metric to calculate energy cost savings that accounts for the variable cost 

of electricity and natural gas for each hour of the year, along with how costs are 

expected to change over the period of analysis. In this case, the period of analysis used 

is 15 years. The TDV cost impacts are presented in nominal dollars and in 2023 present 

value dollars and represent the energy cost savings realized over 15 years. 

This measure also applies to alterations and additions. Energy cost savings for this 

measure are assumed to be the same as that for new construction. 

2.4.2 Energy Cost Savings Results 

Per-unit energy cost savings for newly constructed buildings and alterations that are 

realized over the 15-year period of analysis are presented in present value (PV) 2023 
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dollars in Table 18 through Table 22 (see Appendix N for similar tables in nominal dollar 

terms). 

The TDV methodology allows peak electricity savings to be valued more than electricity 

savings during non-peak periods. 

This measure is not expected to impact peak demand and the majority of savings 

should result from reduced fan energy during mild weather conditions. However, the 

model indicated peak demand showed a slight increase within the prototype models (on 

the order of 10-5). Any instances of negative values are denoted in red with ( ) in the 

tables below. 

Table 18: 2023 PV TDV Energy Cost Savings Over 15-Year Period of Analysis ï 
Per Square Foot ï New Construction & Alterations/Additions - 
ApartmentHighRise  

Climate 
Zone 

15-Year TDV Electricity 
Cost Savings 

(2023 PV $) 

15-Year TDV Natural 
Gas Cost Savings 

(2023 PV $) 

Total 15-Year TDV 
Energy Cost Savings 

(2023 PV $) 

1 $0.06  ($0.01) $0.05  

2 $0.07  ($0.00) $0.06  

3 $0.06  ($0.00) $0.05  

4 $0.04  ($0.00) $0.04  

5 $0.05  ($0.00) $0.04  

6 $0.03  ($0.00) $0.02  

7 $0.02  $0.00  $0.02  

8 $0.03  ($0.00) $0.03  

9 $0.04  ($0.00) $0.04  

10 $0.04  ($0.00) $0.03  

11 $0.06  ($0.00) $0.06  

12 $0.06  ($0.00) $0.06  

13 $0.06  ($0.00) $0.05  

14 $0.04  ($0.00) $0.04  

15 $0.03  ($0.00) $0.02  

16 $0.04  ($0.01) $0.03  
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Table 19: 2023 PV TDV Energy Cost Savings Over 15-Year Period of Analysis ï 
Per Square Foot ï New Construction & Alterations/Additions - OfficeLarge  

Climate 
Zone 

15-Year TDV Electricity 
Cost Savings 

(2023 PV $) 

15-Year TDV Natural 
Gas Cost Savings 

(2023 PV $) 

Total 15-Year TDV 
Energy Cost Savings 

(2023 PV $) 

1 $0.06  ($0.14) ($0.07) 

2 $0.07  ($0.02) $0.05  

3 $0.09  $0.06  $0.15  

4 $0.06  $0.07  $0.13  

5 $0.08  ($0.01) $0.08  

6 $0.10  $0.16  $0.26  

7 $0.12  $0.18  $0.30  

8 $0.09  $0.15  $0.24  

9 $0.06  $0.12  $0.18  

10 $0.07  $0.09  $0.16  

11 $0.06  $0.01  $0.08  

12 $0.07  $0.05  $0.12  

13 $0.05  $0.02  $0.07  

14 $0.05  ($0.00) $0.05  

15 $0.02  $0.11  $0.13  

16 $0.07  ($0.03) $0.04  
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Table 20: 2023 PV TDV Energy Cost Savings Over 15-Year Period of Analysis ï 
Per Square Foot ï New Construction & Alterations/Additions - OfficeMedium  

Climate 
Zone 

15-Year TDV Electricity 
Cost Savings 

(2023 PV $) 

15-Year TDV Natural 
Gas Cost Savings 

(2023 PV $) 

Total 15-Year TDV 
Energy Cost Savings 

(2023 PV $) 

1 $0.06  ($0.08) ($0.03) 

2 $0.04  ($0.07) ($0.03) 

3 $0.09  ($0.04) $0.05  

4 $0.05  ($0.02) $0.03  

5 $0.09  ($0.05) $0.04  

6 $0.14  $0.02  $0.16  

7 $0.16  $0.03  $0.19  

8 $0.11  $0.01  $0.12  

9 $0.06  ($0.01) $0.05  

10 $0.06  ($0.01) $0.05  

11 $0.04  ($0.02) $0.03  

12 $0.05  ($0.03) $0.02  

13 $0.04  ($0.03) $0.01  

14 $0.02  ($0.05) ($0.03) 

15 $0.04  $0.03  $0.08  

16 $0.07  ($0.07) $0.01  
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Table 21: 2023 PV TDV Energy Cost Savings Over 15-Year Period of Analysis ï 
Per Square Foot ï New Construction & Alterations/Additions - OfficeMediumLab  

Climate 
Zone 

15-Year TDV Electricity 
Cost Savings 

(2023 PV $) 

15-Year TDV Natural 
Gas Cost Savings 

(2023 PV $) 

Total 15-Year TDV 
Energy Cost Savings 

(2023 PV $) 

1 $0.03  ($0.02) $0.01  

2 $0.03  $0.01  $0.05  

3 $0.05  $0.02  $0.07  

4 $0.04  $0.03  $0.08  

5 $0.04  $0.02  $0.06  

6 $0.08  $0.06  $0.14  

7 $0.09  $0.06  $0.15  

8 $0.08  $0.07  $0.14  

9 $0.05  $0.06  $0.11  

10 $0.06  $0.06  $0.11  

11 $0.04  $0.04  $0.09  

12 $0.04  $0.04  $0.08  

13 $0.04  $0.04  $0.08  

14 $0.03  $0.04  $0.08  

15 $0.04  $0.07  $0.11  

16 $0.06  $0.02  $0.08  
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Table 22: 2023 PV TDV Energy Cost Savings Over 15-Year Period of Analysis ï 
Per Square Foot ï New Construction & Alterations/Additions - SchoolSecondary  

Climate 
Zone 

15-Year TDV Electricity 
Cost Savings 

(2023 PV $) 

15-Year TDV Natural 
Gas Cost Savings 

(2023 PV $) 

Total 15-Year TDV 
Energy Cost Savings 

(2023 PV $) 

1 $0.03  ($0.03) $0.01  

2 $0.03  ($0.01) $0.02  

3 $0.04  ($0.01) $0.04  

4 $0.03  ($0.00) $0.03  

5 $0.03  ($0.01) $0.02  

6 $0.03  $0.02  $0.05  

7 $0.03  $0.02  $0.05  

8 $0.03  $0.01  $0.04  

9 $0.02  $0.01  $0.03  

10 $0.02  $0.00  $0.03  

11 $0.03  ($0.00) $0.03  

12 $0.03  ($0.00) $0.03  

13 $0.02  $0.00  $0.02  

14 $0.02  ($0.01) $0.01  

15 $0.02  $0.01  $0.03  

16 $0.06  ($0.02) $0.04  

2.4.3 Incremental First Cost  

Incremental first cost is the initial cost to adopt more efficient equipment or building 

practices when compared to the cost of an equivalent baseline project. Therefore, it was 

important that the Statewide CASE Team consider first costs in evaluating overall 

measure cost effectiveness. Incremental first costs are based on data available today 

and can change over time as markets evolve and professionals become familiar with 

new technology and building practices. 

The Statewide CASE Team expects zero incremental cost as this submeasure is a 

simple change to minimum damper position setpoint and can be implemented utilizing 

the existing controls capabilities required under Section 140.4(d) Space-conditioning 

Zone Controls which have been required since 2008. In a poll during the October 15, 

2019 stakeholder meeting, a majority of participants (five of eight) agreed that 

implementation costs would be zero. The Statewide CASE Team then reiterated this 

question at the stakeholder meeting in April 14, 2020 for further detail. In that survey, 14 

of 19 said implementation costs would be zero, and the remainder of those polled said 

they did not know (Statewide CASE Team: HVAC Controls 2020). 
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2.4.4 Incremental Maintenance and Replacement Costs  

Incremental maintenance cost is the incremental cost of replacing the equipment or 

parts of the equipment, as well as periodic maintenance required to keep the equipment 

operating relative to current practices over the 15-year period of analysis. The present 

value of equipment maintenance costs (savings) was calculated using a three percent 

discount rate (d), which is consistent with the discount rate used when developing the 

2022 TDV. The present value of maintenance costs that occurs in the nth year is 

calculated as follows: 

ἜἺἭἻἭἶἼ ἤἩἴἽἭ ἷἮ ἙἩἱἶἼἭἶἩἶἫἭ ἍἷἻἼ  ἙἩἱἶἼἭἶἩἶἫἭ ἍἷἻἼ  
Ἤ

ἶ

 

This measure has zero incremental costs because it uses existing controls 

infrastructure to implement the measure and will not result on any additional wear on 

the equipment. 

2.4.5 Cost Effectiveness 

This measure proposes a prescriptive requirement. As such, a cost analysis is required 

to demonstrate that the measure is cost effective over the 15-year period of analysis. 

However, costs to implement this measure are assumed to be zero because it is a 

simple setpoint control and able to be implemented using the existing controls 

infrastructure. As a result of the zero cost, the benefit-to-cost ratio is infinite and 

therefore meets the 15-year threshold required by the Energy Commission. As 

discussed above, in four of the simulations total TDV energy use and energy costs 

would increase as a result of this proposed code change. The Statewide CASE Team 

will be reviewing these results with the Energy Commission and determining a path 

forward that considers the complexity of the code with the potential increased energy 

use in a small portion of statewide construction.  

2.5 First-Year Statewide Impacts  

2.5.1 Statewide Energy and Energy Cost Savings  

The Statewide CASE Team calculated the first-year statewide savings for new 

construction, additions and alterations by multiplying the per-unit savings, which are 

presented in Section 2.3.3, by assumptions about the percentage of newly constructed 

and existing buildings that would be impacted by the proposed code. The statewide new 

construction forecast for 2023 is presented in Appendix A as are the Statewide CASE 

Teamôs assumptions about the percentage of new construction that would be impacted 

by the proposal (by climate zone and building type).  
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The Statewide CASE Team assumed that all VAV terminal boxes are using the larger 

value between 20 percent airflow and the ventilation requirement, though the Statewide 

CASE Team is seeking feedback on this assumption. The October 15, 2019 utility-

sponsored stakeholder meeting provided a poll question on the matter and was 

inconclusive with only four respondents split among three responses. The Statewide 

CASE Team also asked for feedback in the Draft CASE Report and received no 

stakeholder comments on this issue. 

The first-year energy impacts represent the first-year annual savings from all impacted 

buildings that were completed in 2023. The 15-year energy cost savings represent the 

energy cost savings over the entire 15-year analysis period. The statewide savings 

estimates do not take naturally occurring market adoption or compliance rates into 

account. Table 23 and Table 24 present the first-year statewide energy and energy cost 

savings by climate zone for newly constructed buildings and additions and alterations. A 

summary of impacts can be found in Table 25. Any instances of negative values are 

denoted in red with ( ) in the tables below. 
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Table 23: Statewide Energy and Energy Cost Impacts ï New Construction  

Climate 
Zone 

Statewide New 
Construction 
Impacted by 
Proposed 

Change in 2023 

(million square 
feet) 

First-
Yeara 

Electricity 
Savings 

(GWh) 

First-Year 
Peak 

Electrical 
Demand 
Reduction 

(MW) 

First-Year 
Natural Gas 
Savings 

(MMTherms) 

15-Year 
Present 
Valued 

Energy Cost 
Savings 

(million 2023 
PV$) 

1 0.2 0.00  0.00  (0.00) ($0.01) 

2 1.2 0.03  0.00  (0.00) $0.02  

3 6.2 0.16  0.01  0.00  $0.54  

4 3.2 0.07  0.00  0.00  $0.22  

5 0.6 0.01  0.00  (0.00) $0.03  

6 4.1 0.16  0.01  0.02  $0.75  

7 2.6 0.08  0.01  0.01  $0.52  

8 6.0 0.21  0.02  0.02  $0.96  

9 11.0 0.28  0.03  0.03  $1.14  

10 3.1 0.06  0.01  0.00  $0.24  

11 0.7 0.01  0.00  0.00  $0.03  

12 5.3 0.12  0.01  0.00  $0.34  

13 1.3 0.02  0.00  0.00  $0.05  

14 0.9 0.01  0.00  (0.00) $0.01  

15 0.3 0.00  0.00  0.00  $0.03  

16 0.3 0.01  0.00  (0.00) $0.01  

TOTAL 47.1 1.25  0.11  0.09  $4.88 

a. First-year savings from all buildings completed statewide in 2023.  
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Table 24: Statewide Energy and Energy Cost Impacts ï Additions and Alterations 

Climate 
Zone 

Statewide New 
Construction 
Impacted by 
Proposed 
Change in 

2023 

(million square 
feet) 

First-
Yeara 

Electricity 
Savings 

(GWh) 

First-Year 
Peak 

Electrical 
Demand 
Reduction 

(MW) 

First-Year 
Natural Gas 
Savings 

(MMTherms) 

15-Year 
Present 
Valued 

Energy Cost 
Savings 

(million 2023 
PV$) 

1 0.5 0.01  0.00  (0.00) ($0.02) 

2 2.9 0.07  0.00  (0.00) $0.04  

3 14.9 0.37  0.03  0.01  $1.28  

4 7.8 0.17  0.01  0.01  $0.53  

5 1.5 0.03  0.00  (0.00) $0.07  

6 10.0 0.37  0.03  0.04  $1.75  

7 6.9 0.22  0.03  0.03  $1.36  

8 14.7 0.49  0.04  0.05  $2.23  

9 25.5 0.63  0.06  0.06  $2.53  

10 8.6 0.18  0.02  0.01  $0.66  

11 1.8 0.04  0.00  0.00  $0.08  

12 12.7 0.29  0.02  0.01  $0.79  

13 3.2 0.05  0.00  0.00  $0.12  

14 2.3 0.03  0.00  (0.00) $0.03  

15 0.9 0.01  0.00  0.00  $0.07  

16 0.7 0.01  0.00  (0.00) $0.02  

TOTAL 114.9 2.97 0.26 0.21 $11.54 

a. First-year savings from all alterations completed statewide in 2023. 
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Table 25: Statewide Energy and Energy Cost Impacts ï New Construction, 
Alterations, and Additions 

Construction Type First-Year 

Electricity 
Savings 

(GWh) 

First-Year 
Peak 

Electrical 
Demand 
Reduction 

(MW) 

First -Year 
Natural Gas 
Savings 

(MMTherms) 

15-Year 
Present 
Valued 

Energy Cost 
Savings 

(PV$ million) 

New Construction 1.25 0.11 0.09 $4.9 

Additions and Alterations 2.97 0.26 0.21 $11.5 

TOTAL 4.22 0.38 0.30 $16.4 

2.5.2 Statewide Greenhouse Gas (GHG) Emissions Reductions 

The Statewide CASE Team calculated avoided GHG emissions assuming the 

emissions factors specified in the United States Environmental Protection Agency (U.S. 

EPA) Emissions & Generation Resource Integrated Database (eGRID) for the Western 

Electricity Coordination Council California (WECC CAMX) subregion. Avoided GHG 

emissions from natural gas savings attributable to sources other than utility-scale 

electrical power generation are calculated using emissions factors specified in U.S. 

EPAôs Compilation of Air Pollutant Emissions Factors (AP-42). See Appendix C for 

additional details on the methodology used to calculate GHG emissions. In short, this 

analysis assumes an average electricity emission factor of 240.4 metric tons CO2e per 

GWh based on the average emission factors for the CACX EGRID subregion. 

Table 83 presents the estimated first-year avoided GHG emissions of the proposed 

code change. During the first year, GHG emissions of 2,629 metric tons of carbon 

dioxide equivalents (metric tons CO2e) would be avoided. 

Table 26: First-Year Statewide GHG Emissions Impacts 

Measure Electricity 
Savingsa 
(GWh/yr) 

Reduced GHG 
Emissions 

from 
Electricity 
Savingsa 

(Metric Tons 
CO2e) 

Natural 
Gas 

Savingsa 

(MMTher
ms/yr) 

Reduced 
GHG 

Emissions 
from Natural 
Gas Savingsa 

(Metric Tons 
CO2e) 

Total 
Reduced 
CO2e 

Emissionsa,b 

(Metric Tons 
CO2e) 

VAV 
Deadband 
Airflow 

4.22 1,014 0.30 1,615 2,629 

TOTAL 4.22 1,014 0.30 1,615 2,629 

a. First-year savings from all buildings completed statewide in 2023.  

b. Assumes the following emission factors: 240.4 MTCO2e/GWh and 5,454 MTCO2e/MMTherms. 
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2.5.3 Statewide Water Use Impacts 

The proposed code change would not result in any significant changes to water usage 

as the measure will mostly save energy during very mild conditions and will have 

extremely limited impact on any chilled water systems. 

2.5.4 Statewide Material Impacts  

The proposed code change would not result in statewide material impacts as the 

measure utilizes existing controls infrastructure. 

2.5.5 Other Non-Energy Impacts  

The proposed code change will likely increase thermal comfort based on the findings in 

the ASHRAE study (ASHRAE, RP-1515 2015). 

2.6 Proposed Revisions to Code Language  

2.6.1 Guide to Markup Language 

The proposed changes to the standards, Reference Appendices, and the ACM 

Reference Manuals are provided below. Changes to the 2019 documents are marked 

with red underlining (new language) and strikethroughs (deletions).  

2.6.2 Standards 

SECTION 140.4 ï PRESCRIPTIVE REQUIREMENTS FOR SPACE CONDITIONING 

SYSTEMS 

A building complies with this section by being designed with and having constructed and 

installed a space-conditioning system that meets the applicable requirements of Subsections (a) 

through (o). 

(Sections omitted) 

(d) Space-conditioning Zone Controls. Each space-conditioning zone shall have controls 

designed in accordance with 1 or 2: 

1. Each space-conditioning zone shall have controls that prevent: 

A. Reheating; and 

B. Recooling; and 

C. Simultaneous provisions of heating and cooling to the same zone, such as mixing 

or simultaneous supply of air that has been previously mechanically heated and 

air that has been previously cooled either by cooling equipment or by economizer 

systems; or 
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2. Zones served by variable air-volume systems that are designed and controlled to reduce, 

to a minimum, the volume of reheated, recooled, or mixed air are allowed only if the 

controls meet all of the following requirements: 

A. For each zone with direct digital controls (DDC): 

i. The volume of primary air that is reheated, recooled or mixed air supply shall not 

exceed the larger of: 

a. 50 percent of the peak primary airflow; or  

b. The design zone outdoor airflow rate as specified by Section 120.1(c)3. 

ii. The volume of primary air in the deadband shall not exceed the larger of: 

a. 20 percent of the peak primary airflow; or 

b. Tthe design zone outdoor airflow rate as specified by Section 120.1(c)3. 

iii. The first stage of heating consists of modulating the zone supply air temperature 

setpoint up to a maximum setpoint no higher than 95ÜF while the airflow is 

maintained at the dead band flow rate. 

iv. The second stage of heating consists of modulating the airflow rate from the dead 

band flow rate up to the heating maximum flow rate. 

B. For each zone without DDC, the volume of primary air that is reheated, re-cooled, or 

mixed air supply shall not exceed the larger of the following: 

i. 30 percent of the peak primary airflow; or 

ii. The design zone outdoor airflow rate as specified by Section 120.1(c)3. 

EXCEPTION 1 to Section 140.4(d): Zones with special pressurization relationships or 

cross-contamination control needs. 

EXCEPTION 2 to Section 140.4(d): Zones served by space-conditioning systems in which 

at least 75 percent of the energy for reheating, or providing warm air in mixing systems, is 

provided from a site-recovered or site-solar energy source. 

EXCEPTION 3 to Section 140.4(d): Zones in which specific humidity levels are required to 

satisfy exempt process loads. Computer rooms or other spaces where the only process load is 

from IT equipment may not use this exception. 

EXCEPTION 4 to Section 140.4(d): Zones with a peak supply-air quantity of 300 cfm or 

less.  

EXCEPTION 5 to Section 140.4(d): Systems serving healthcare facilities.  

2.6.3 Reference Appendices 

There are no proposed changes to the Reference Appendices. 
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2.6.4 ACM Reference Manual 

5.6.6   Zone Level Air Flow 

5.6.6.1  VAV Air Flow 

This group of building descriptors applies to proposed design systems that vary the 

volume of air at the zone level. The building descriptors are applicable for standard 

design systems 5 and 6. 

(sections omitted) 

Terminal Minimum Stop 

Applicability Systems that vary the volume of air at the zone level 

Definition The minimum airflow that will be delivered by a terminal unit 
before reheating occurs 

Units Unitless fraction of airflow (cfm) or specific airflow (cfm/ftĮ) 

Input 
Restrictions 

Input must be greater than or equal to the outside air ventilation 
rate 

Standard 
Design 

For systems 5 and 6, packaged VAV units and built-up VAV air 
handling units, set the minimum airflow to be the greater of 20 
percent of the peak supply air volume to the zone or the minimum 
outside air ventilation rate. 

For laboratories, the minimum airflow fraction shall be fixed at a 
value equivalent to the greater of the proposed design minimum 
exhaust requirements or the minimum ventilation rate.  

Standard 
Design: 

Existing 
Buildings 

 

 

Terminal Heating Control Type 

Applicability VAV boxes with reheat 

Definition The control strategy for the heating mode. 

Single Maximum: 

In the single maximum control mode, the airflow is set to a 
minimum constant value in both the deadband and heating mode. 
This airflow can vary but is typically 30 to 50 percent of maximum. 
This control mode typically has a higher minimum airflow than the 
minimum used in the dual maximum below, resulting in more 
frequent reheat. 
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Figure 9: Single Maximum VAV Box Control 

 
Source: Taylor Engineering 

Dual Maximum:  

Raises the supply air temperature (SAT) as the first stage of 
heating, and increases the airflow to the zone as the second stage 
of heating.  

1. The first stage of heating consists of modulating the zone 
supply air temperature setpoint up to a maximum setpoint 
no larger than 95ÁF while the airflow is maintained at the 
dead band flow rate.  

2. The second stage of heating consists of modulating the 
airflow rate from the dead band flow rate up to the heating 
maximum flow rate (50 percent of design flow rate). 

 

Figure 10: Dual Maximum Control Sequence with lower zone 
deadband (amended) 
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Source: Taylor Engineering 

Units List:  

¶ Single maximum 

¶ Dual maximum 

Input 
Restrictions 

Fixed at single maximum if control system type is not direct digital 
control (DDC) control to the zone level 

Standard 
Design 

Dual maximum 

For healthcare facilities, same as the Proposed Design. 

Standard 
Design: 

Existing 
Buildings 
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2.6.5 Compliance Manuals 

Chapter 4 of the Nonresidential Compliance Manual would need to be revised. Changes 

should be made to 4.5.2.1 Prescriptive Requirements Space Conditioning Zone 

Controls to indicate the removal of the 20 percent minimum flowrate including the 

example calculation in Example 4-35 as well as the graphic indicating the VAV box 

controls: 

4.5.2.1 Space Conditioning Zone Controls 

Ä140.4(d) 

Each space-conditioning zone shall have controls that prevent: 

¶ Reheating of air that has been previously cooled by mechanical cooling 

equipment or an economizer.  

¶ Recooling of air that has been previously heated. This does not apply to air 

returned from heated spaces. 

¶ Simultaneous heating and cooling in the same zone, such as mixing supply air 

that has been previously mechanically heated with air that has been previously 

cooled, either by mechanical cooling or by economizer systems. 

Zones served by VAV systems that are designed and controlled to reduce the volume of 

reheated, recooled or mixed air to a minimum. The controls must meet all of the 

following: 

a. For each zone with DDC: 

1. The volume of primary air that is reheated, re-cooled, or mixed air supply 

shall not exceed the larger of 50 percent of the peak primary airflow or the 

design zone outdoor airflow rate, per Section 4.3. 

2. The volume of primary air in the deadband shall not exceed the larger of 20 

percent of the peak primary airflow or the design zone outdoor airflow rate, 

per Section 4.3. 

ii. The first stage of heating consists of modulating the zone supply air 

temperature set point up to a maximum set point no higher than 95 

degrees F while the airflow is maintained at the deadband flow rate.  

iii. The second stage of heating consists of modulating the airflow rate from 

the deadband flow rate up to the heating maximum flow rate. 

iv. For each zone without DDC, the volume of primary air that is reheated, re-

cooled, or mixed air supply shall not exceed the larger of 30 percent of the 
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peak primary airflow or the design zone outdoor airflow rate, per Section 

4.3.  

For systems with DDC to the zone level, the controls must be able to support two 

different maximums -- one each for heating and cooling. This control is depicted in 

Figure 1 below. In cooling, this control scheme is similar to a traditional VAV reheat box 

control. The difference is what occurs in the deadband between heating and cooling and 

in the heating mode. With traditional VAV control logic, the minimum airflow rate is 

typically set to the largest rate allowed by code. This airflow rate is supplied to the 

space in the deadband and heating modes. With the "dual maximum" logic, the 

minimum rate is the lowest allowed by code (e.g. the minimum ventilation rate) or the 

minimum rate the controls system can be set to (which is a function of the VAV box 

velocity pressure sensor amplification factor and the accuracy of the controller to 

convert the velocity pressure into a digital signal). As the heating demand increases, the 

dual maximum control first resets the discharge air temperature (typically from the 

design cold deck temperature up to 85 or 90 degrees F) as a first stage of heating then, 

if more heat is required, it increases airflow rate up to a ñheatingò maximum airflow set 

point, which is the same value as what traditional control logic uses as the minimum 

airflow set point. Using this control can save significant fan, reheat and cooling energy 

while maintaining better ventilation effectiveness as the discharge heating air is 

controlled to a temperature that would minimize stratification. 

This control requires a discharge air sensor and may require a programmable VAV box 

controller. The discharge air sensor is very useful for diagnosing control and heating 

system problems even if they are not actively used for control. 

Figure 1: Dual-Maximum VAV Box Control Diagram with Lower Zone Deadband 

(amended) 
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For systems without DDC to the zone (such as electric or pneumatic thermostats), the 

airflow that is reheated is limited to a maximum of either 30 percent of the peak primary 

airflow or the minimum airflow required to ventilate the space, whichever is greater.  

A. Certain exceptions exist for space conditioned zones with one of the following:  

1. Special pressurization relationships or cross contamination control needs 

(laboratories are an example of spaces that might fall in this category) 

2. Site-recovered or site-solar energy providing at least 75 percent of the energy 

for reheating, or providing warm air in mixing systems 

3. Specific humidity requirements to satisfy exempt process needs (computer 

rooms are explicitly not covered by this exception) 

4. Zones with a peak supply air quantity of 300 cfm or less 

5. Systems with healthcare facilities 

Example 4-35 

Question 

What are the limitations on VAV box minimum airflow set point for a 1,000 square foot 

office having a design supply of 1,100 cfm and eight people? 

Answer 

For a zone with pneumatic thermostats, the minimum cfm cannot exceed the larger of: 
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a. 1,100 cfm x 30 percent = 330 cfm; or 

b. The minimum ventilation rate which is the larger of 

 1) 1,000 ftĮ x 0.15 cfm/ftĮ = 150 cfm; and 

 2) 8 people x 15 cfm/person = 120 cfm 

Thus the minimum airflow set point can be no larger than 330 cfm.  

For a zone with DDC to the zone, the minimum cfm in the deadband cannot exceed the 

larger of: 

a. 1,100 cfm x 20 percent = 220 cfm; or 

b. The minimum ventilation rate which is the larger of 

 1) 1,000 ftĮ x 0.15 cfm/ftĮ = 150 cfm; and 

 2) 8 people x 15 cfm/person = 120 cfm 

Thus the minimum airflow set point in the deadband can be no larger than 220 150 cfm. 

And this can rise to 1100 cfm X 50 percent or 550 cfm at peak heating. 

For either control system, based on ventilation requirements, the lowest minimum 

airflow set point must be at least 150 cfm, or transfer air must be provided in this 

amount.  

2.6.6 Compliance Documents 

Compliance documents 2019-NRCC-MCH-E would need to be revised. Section K. 

Terminal Box Controls should be amended to indicate that there would no longer be 20 

percent zonal airflow requirement per referenced changes to Section 140.4(d). 
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3. Expand Economizer Requirements  

3.1 Measure Description  

3.1.1 Measure Overview 

An air-side economizer is an add-on device for HVAC systems that automatically 

adjusts the amount of outside air entering a building when mild weather conditions are 

detected. This reduces the overall amount of energy required from an HVAC system. 

Economizers are a proven energy savings measure and have been part of national 

energy codes through ASHRAE Standard 90.1 since at least 1989. Economizers are 

especially effective for most of Californiaôs mild, dry climates. Air-side economizers 

consist of a damper to modulate flow between a return air duct and outside air intake, 

an actuator to mechanically operate the damper, and several temperature sensors and 

a controller to determine the correct operation based on real-time weather conditions. 

Several code advances regarding economizers have occurred over the decades and 

have included adding integration with the mechanical cooling to provide free cooling 

even when mechanical cooling is needed, damper leakage requirements, damper 

reliability requirements, and most recently automated fault detection diagnostics (FDD). 

This measure would update existing prescriptive requirements for economizers in two 

ways. First, it would require economizers on lower capacity units by reducing the 

threshold requiring an economizer from 54,000 Btu/h to 33,000 Btu/hr. To prevent 

unintended impacts on the growing variable refrigerant flow (VRF) market segment and 

other large indoor units, an exception is proposed in the language that systems meet 

new dedicated outside air system (DOAS) prescriptive requirements as described in 

Section 4 in order to not require an economizer. Second, this measure incorporates 

code clean-up language from Table 6.5.1-2 of ASHRAE Standard 90.1 which clarifies 

the efficiency improvement percentage for different efficiency metrics. This proposal 

incorporates the latest draft which was submitted to the ASHRAE Standard 90.1 

mechanical subcommittee. The Statewide CASE Team incorporated this language into 

ñTable 140.4-D: Economizer Trade-Off Table for Cooling Systemsò of Title 24, Part 6, 

Section 140.4(e)(1) and will monitor and apply changes to align with the eventual 

language that gets adopted. 

The combined impact of these measures would result in higher ventilation rates for 

buildings while simultaneously decreasing the energy usage. 

3.1.2 Measure History 

Prescriptive requirements for air-side economizers being addressed in this measure 

were last updated under two separate 2013 Title 24 CASE efforts, Fan Control and 

Economizers (CASE: Fan Control and Economizer 2011) and Light Commercial Unitary 
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HVAC (CASE: Light Commercial Unitary 2011). These changes were adopted in June 

2012. At that time, three main changes were made: 

1.  The existing capacity requirement for economizers was adjusted downward from 

75,000 Btu/h to 54,000 Btu/h. 

2.  Minimum compressor displacement (Table 140.4-F). Which required package 

units to have multiple stages and minimum displacement requirements in order to 

take advantage of free cooling. 

3.  Fault Detection and Diagnostics (FDD) capabilities were introduced which 

required automatic detection of poor economizer operation to improve persistence 

and performance.  

The first two requirements have not been updated since the 2013 code cycle despite 

significant advancements in compressor technology noted by the two recent phases 

(2018 and 2023) of federal efficiency standards advancements covering most classes of 

air-cooled air conditioning and heat pump equipment (U.S. DOE Final Rule 2016). 

In addition, economizers have also continued to make significant reliability 

improvements as industry practices from both manufacturers and installers have 

improved and the incorporation of FDD capabilities has improved maintenance and 

awareness. 

3.1.3 Summary of Proposed Changes to Code Documents  

The sections below summarize how the standards, Reference Appendices, ACM 

Reference Manuals, and compliance documents would be modified by the proposed 

change. See Section 3.6 of this report for detailed proposed revisions to code language. 

3.1.3.1 Summary of Changes to the Standards 

This proposal would modify the sections of the California Energy Code shown below. 

See Section 3.6.2 of this report for marked-up code language. 

Section 120.2 ï REQUIRED CONTROLS FOR SPACE-CONDITIONING SYSTEMS 

Subsection 120.2(i) Economizer Fault Detection and Diagnostics (FDD). The 

purpose of this code change is to amend the existing threshold level for cooling 

capacity room 54,000 Btu/h to 33,000 Btu/h. 

Section 140.4 ï PRESCRIPTIVE REQUIREMENTS FOR SPACE CONDITIONING 

SYSTEMS 

Subsection 140.4(e) Economizers. The purpose of this code change is to amend 

existing requirements in two ways. One, by lowering the minimum capacity 

requirement for systems requiring an economizer from 54,000 Btu/h to 33,000 

Btu/h. This change would also be accompanied by changes to an existing 
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exception which would exempt the economizer requirements if a system utilizes 

a decoupled system that meets the DOAS prescriptive requirements. Two, the 

measure would incorporate code clean-up language for Table 140-4-D 

Economizer Trade-Off Table for Cooling-Systems.  

3.1.3.2 Summary of Changes to the Reference Appendices 

This proposal would modify the sections of the Reference Appendices identified below. 

See Section 3.6.5 of this report for the detailed proposed revisions to the text of the 

reference appendices. 

Joint Appendix (JA) 6.3 Economizer Fault Detection and Diagnostics. A minor 

change would be made to the existing JA 6.3 text to change the reference 

capacity sited in the text from 54,000 Btu/h to 33,000 Btu/h to match the change 

being sought for section 120.2(i) 

3.1.3.3 Summary of Changes to the Nonresidential ACM Reference Manual  

This proposal would modify the following sections of the Nonresidential ACM Reference 

Manual as shown below. See Section 3.6.5 of this report for the detailed proposed 

revisions to the text of the ACM Reference Manual. 

Minor changes to Section 5.7.4 Outside Air Controls and Economizer would need to 

be made to address the capacity requirement changes for the following three tables: 

Section 5.7.4.1 Outside Air Controls: Maximum Outside Air Ratio 

Section 5.7.4.2 Air Side Economizer: Economizer Control Type 

Section 5.7.4.2 Air Side Economizer: Economizer Integration Level 

3.1.3.4 Summary of Changes to the Nonresidential Compliance Manual  

The proposed code change would modify the following sections of the Nonresidential 

Compliance Manual. See Section 3.6.5 of this report for the detailed proposed revisions 

to the text of the compliance manuals. 

¶ Section 4.5.1.1.1.13 Economizer Fault Detection and Diagnostics 

¶ Section 4.5.1.1.1.18 Economizers 

¶ Section 4.9.1.1.1.3 Mandatory Measures ï Additions and Alterations 

¶ Section 10.4.3.1 Economizers 

3.1.3.5 Summary of Changes to Compliance Documents  

The proposed code change would modify the compliance documents listed below. 

Examples of the revised documents are presented in Section 3.6.5. 
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For the Expand Economizer Requirements measure, compliance document CEC-

NRCC-MCH-E would need to be revised to ensure verification of the HVAC System 

section will verify economizers on the smaller units. 

3.1.4 Regulatory Context 

3.1.4.1 Existing Requirements in the California Energy Code 

Applicable code requirements that impact this measure can be found in the California 

Energy Code (Title 24, Part 6 2019): Section 120.2(i) and Section 140.4(e). Air handling 

systems with mechanical cooling over 54,000 Btu/h shall include an economizer per 

Section 140.4(e) and include FDD per Section 120.2(i). If comfort cooling systems have 

a cooling efficiency that meets or exceeds the cooling efficiency improvements 

presented in Table 140.4-D do not need to have an economizer.  

3.1.4.2 Relationship to Requirements in Other Parts of the California Building 
Code  

Prescriptive requirements for economizers are listed under the California Mechanical 

Code (Title 24, Part 4 2019) as part of Appendix E ï Sustainable Practices. However, 

these requirements are not mandatory and are superseded by the California Energy 

Code (Title 24, Part 6 2019). 

3.1.4.3 Relationship to Local, State, or Federal Laws 

Most HVAC equipment effected by this code change proposal have standards, 

certification, and testing regulated as part of the U.S. federal Energy Policy Act of 2005 

(EPCA 2005). However, economizers are not inclusive of any specific federal 

requirements. 

3.1.4.4 Relationship to Industry Standards 

Existing industry standards for economizers are set by ASHRAE, in particular Standard 

90.1. These standards are adopted into model codes by the International Code Council 

which publish both the International Energy Conservation Code (IECC) and the 

International Green Construction Code (IgCC). A summary of economizer requirements 

by each code or standards body is presented in the table below: 
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Table 27: Economizer Requirements from Various Industry Standards 

Relevant 
Requirement 

Title 24, 
Part 6 
(2019) 

(ASHRAE, 
Standard 90.1 

2019) 

(IECC 
2018) 

(IgCC 2018) 
/ ASHRAE 
189.1 

Title 24, 
Part 6 

(Proposed) 

Capacity threshold 
to require an 
economizer 

54,000 
Btu/h 

54,000 Btu/h 54,000 
Btu/h 

33,000 Btu/h 33,000 
Btu/h 

3.1.5 Compliance and Enforcement 

When developing this proposal, the Statewide CASE Team considered methods to 

streamline the compliance and enforcement process and how negative impacts on 

market actors who are involved in the process could be mitigated or reduced. This 

section describes how to comply with the proposed code change. It also describes the 

compliance verification process. Appendix E presents how the proposed changes could 

impact various market actors.  

The activities that need to occur during each phase of the project are described below:  

¶ Design Phase: During the design phase, the mechanical engineers would need 

to ensure that small air handlers would be designed with economizers or utilize 

the appropriate exception and as well as the necessary system controls. 

¶ Permit Application Phase: At this phase, plan-checkers with the authority 

having jurisdiction would need to ensure that HVAC package units are specified 

with an economizer down to 33,000 Btu/hr or utilize the appropriate exception. 

Under this phase, NRCC-MCH-E Certificate of Compliance would need to be 

filled out and verified that the specified equipment would meet the economizer 

requirements. 

¶ Construction Phase: During this phase, the general/installing contractor must 

complete the NRCI-MCH-01-E form to declare that equipment was installed 

properly and meets or exceeds HVAC requirements documented in the NRCC. 

Under this phase, any after-market economizers would have to be installed and 

incorporated if they are not included in the package unit.  

¶ Inspection Phase: Under this phase, an acceptance testing technician will need 

to complete acceptance testing of and fill out the NRCA-MCH-05 form. 

Economizers are put through functional testing including fault detection and 

diagnostics. 

As outlined above, this measure would have limited changes to the existing design and 

construction process and therefore the Statewide CASE Team does not expect 

implementation of this measure to add substantive changes to the existing code 

compliance process.  
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3.2 Market Analysis 

3.2.1 Market Structure 

The Statewide CASE Team performed a market analysis with the goals of identifying 

current technology availability, current product availability, and market trends. It then 

considered how the proposed standard may impact the market in general as well as 

individual market actors. Information was gathered about the incremental cost of 

complying with the proposed measure. Estimates of market size and measure 

applicability were identified through research and outreach with stakeholders including 

utility program staff, Energy Commission staff, and a wide range of industry actors. In 

addition to conducting personalized outreach, the Statewide CASE Team discussed the 

current market structure and potential market barriers during three public stakeholder 

meetings that the Statewide CASE Team held on November 5, 2019 (Statewide CASE 

Team: HVAC Part 2 2019) and April 14, 2020 (Statewide CASE Team: HVAC Controls 

2020). Presentation slides, meeting notes, and summary of the code change language 

can be found in the resources section of this report. 

The primary market actors for this measure are HVAC system manufacturers and 

design engineers. The main impacts from the lower capacity economizing measure 

would be to HVAC designers as this would require economizing on smaller units which 

would modify current design practices and encourage placement of smaller units closer 

to exterior walls to comply with the economizer requirements for smaller units or 

decoupled systems to utilize the new exception for DOAS units. This may be particularly 

important for an additions and alterations scenarios which may eliminate exclude certain 

like-for-like replacement in situations with no return ducting system or areas which may 

be space-constrained environments. The Statewide CASE Team is aware of this 

potential issue and also propose a modification to Section 140.4(e)1, Exception 6 which 

would exempt economizer requirements if the DOAS prescriptive requirements are met 

for the same space in order to strike an appropriate balance between energy savings 

and designer flexibility. The Statewide CASE Team would appreciate feedback from 

designers and other building practitioners on this exception. 

HVAC system manufacturers would face limited impact from this proposal as most 

existing product lines already incorporate economizers and are not expected to require 

significant changes. However, the timing of this proposal would coincide with both new 

requirements from the California Air Resources Board on low global warming potential 

(low GWP) refrigerants and new federal efficiency requirements for minimum efficiency 

requirements all which take place in 2023, which would also lead to manufacturers to 

make revisions to product offerings.  
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Secondary market actors include building operators and code enforcement 

professionals. The main impact to building operators is that smaller capacity units will 

now require economizers that feature FDD and will need to be aware of and then modify 

their maintenance plans to incorporate those changes. The main impacts to plan 

checkers will be to learn the new code requirements and look for them in the product 

specifications including validating smaller units will feature an economizer and FDD. 

Contractors will need to conduct functional testing related to economizers on smaller 

sized units. For units that are utilizing the economizer trade-off table or the new 

exception for DOAS units, plans checkers and designers will need to be aware of the 

new language which will no longer feature a particular efficiency metric. 

3.2.2 Technical Feasibility, Market Availability, and Current Practices 

3.2.2.1 Technical Feasibility 

Air-side economizers feature a damper, actuator, sensors, and a controller. The 

controller uses real-time information from temperature sensors to operate an actuator to 

open or close outside air and return air dampers to reduce the need for mechanical 

cooling. This is a mature, well-understood technology that has been required as part of 

ASHRAE 90.1 since at least 1989. Economizers have been required on smaller units as 

the technology has matured and are offered as an option by most manufacturers down 

to 33,000 Btu/h. 

Some stakeholders have expressed concerns about the persistence of savings from 

economizers because of historic reports that economizers do not function as intended 

for long periods of time, and the savings are lost or energy use increases when broken 

economizer systems are not fixed. The Statewide CASE Team expects the savings 

from this submeasure to persist so long as the economizer is functioning properly. While 

economizers have been around for decades, several cycles of incremental code 

changes to Title 24, Part 6, have increased the performance over time. As of the 2019 

code cycle, economizers are required to come with a warranty, damper reliability 

testing, damper leakage testing, and include FDD. Market changes toward advanced 

digital economizer controllers and gear-based actuators (rather than older-style rod-

linkages) have also improved performance and reliability. Additionally, this measure 

includes the FDD measure which will improve measure persistence and reduce overall 

operational costs. 

3.2.2.2 Current Practices and Market Trends 

Air-side economizers are a feature of many HVAC systems and utilized in a wide variety 

of building types in California. Air-side economizers adjust the ratio of fresh outside air 

and air returning from a building to reduce energy usage and minimizing the amount of 

mechanical cooling required. They can be shipped from the manufacturer with an 
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economizer or retrofitted in the field with an after-market product. A 2016 Department of 

Energy (U.S. DOE) rulemaking on small, large, and very large commercial packaged air 

conditioners and heat pumps utilized data from the Air Conditioning, Heating, and 

Refrigeration Institute (AHRI) which found market penetration of units shipped with 

manufacturer-installed economizers to be from 60 percent to the high 70s depending on 

the equipment capacity. 

Table 28: AHRI Data Economizer 2014 Shipment Volumes (2016 U.S. DOE Final 
Rule, Technical Support Documentation) 

Equipment Category % Units with 

Economizers 

Small Commercial Packaged AC and HP (Air-Cooled) - Ó 

65,000 Btu/h and <135,000 Btu/h Cooling Capacity 
60% 

Small Commercial Packaged AC and HP (Air-Cooled) - Ó 

135,000 Btu/h and <240,000 Btu/h Cooling Capacity 
67% 

Small Commercial Packaged AC and HP (Air-Cooled) - Ó 

240,000 Btu/h and <760,000 Btu/h Cooling Capacity 
77% 

Similar data on economizer market penetration was not available from DOE for units 

below 65,000 Btu/h. Instead, the Statewide CASE Team worked with AHRI to obtain 

additional data on the market prevalence of economizers. AHRI conducted an 

anonymized manufacturer survey to collect data on behalf of the Statewide CASE 

Team. AHRI contacted 34 manufacturers and received responses from nine. Based on 

their survey, AHRI estimates that 40 percent of units in this capacity range were sold 

with a factory-installed economizer in California ï indicating market readiness and 

feasibility for economizers in this capacity range. One manufacturer commented that 

these numbers may be understated because some installers may prefer field-

installations for inventory flexibility. 

Economizers are especially impactful in California which features relatively mild weather 

year-round which can utilize economizers to reduce cooling load throughout the year. 

The market is well developed within California and while there has been significant 

growth in alternative system types such as VRF systems with DOAS, an HVAC package 

unit with airside economizers remains the primary configuration in California. 
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3.2.3 Market Impacts and Economic Assessments 

3.2.3.1 Impact on Builders 

Builders of residential and commercial structures are directly impacted by many of the 

measures proposed by the Statewide CASE Team for the 2022 code cycle. It is within 

the normal practices of these businesses to adjust their building practices to changes in 

building codes. When necessary, builders engage in continuing education and training 

in order to remain compliant with changes to design practices and building codes.  

Californiaôs construction industry is comprised of about 80,000 business establishments 

and 860,000 employees (see Table 29).10 In 2018, total payroll was $80 billion. Nearly 

17,000 establishments and 344,000 employees focus on the commercial sector.  

Table 29: California Construction Industry, Establishments, Employment, and 
Payroll 

Construction Sectors Establishments Employment Annual 
Payroll  

(billions $) 

Commercial 17,273 343,513 $27.8 

 Commercial Building 
Construction 

4,508 75,558 $6.9 

 Foundation, Structure, & Building 
Exterior 

2,153 53,531 $3.7 

 Building Equipment Contractors 6,015 128,812 $10.9 

 Building Finishing Contractors 4,597 85,612 $6.2 

Source: (State of California, Employment Development Department n.d.) 

The proposed change to Nonresidential HVAC Controls would likely affect commercial 

builders and nonresidential electrical, HVAC, and plumbing contractors but would not 

significantly impact other building trades. The effects on the commercial building 

industry would not be felt by all firms and workers, but rather would be concentrated in 

specific industry subsectors. Table 30 shows the commercial building subsectors the 

Statewide CASE Team expects to be impacted by the changes proposed in this report 

as they are related directly related to the purchase and installation of HVAC equipment.  

 

10 Average total monthly employment in California in 2018 was 18.6 million; the construction industry 

represented 4.5 percent of 2018 employment. 
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Table 30: Specific Subsectors of the California Commercial Building Industry 
Impacted by Proposed Change to Code 

Construction Subsector Establishments Employment Annual 
Payroll  

(billions $) 

Commercial Building Construction 4,508 75,558 $6.9 

 Nonresidential Electrical 
Contractors 3,115 66,951 $5.6 

 Nonresidential plumbing and 
HVAC contractors 2,394 52,977 $4.5 

Other Nonresidential equipment 
contractors 506 8,884 $0.9 

Source: (State of California, Employment Development Department n.d.) 

3.2.3.2  Impact on Building Designers and Energy Consultants  

Adjusting design practices to comply with changing building codes practices is within 

the normal practices of building designers. Building codes (including the California 

Energy Code) are typically updated on a three-year revision cycle and building 

designers and energy consultants engage in continuing education and training in order 

to remain compliant with changes to design practices and building codes.  

Businesses that focus on residential, commercial, institutional, and industrial building 

design are contained within the Architectural Services sector (North American Industry 

Classification System 541310). Table 31 shows the number of establishments, 

employment, and total annual payroll for Building Architectural Services. The proposed 

code changes would potentially impact all firms within the Architectural Services sector. 

The Statewide CASE Team anticipates the impacts for Nonresidential HVAC Controls to 

affect firms that focus on nonresidential construction.  

There is not a North American Industry Classification System (NAICS)11 code specific 

for energy consultants. Instead, businesses that focus on consulting related to building 

energy efficiency are contained in the Building Inspection Services sector (NAICS 

541350), which is comprised of firms primarily engaged in the physical inspection of 

 

11 NAICS is the standard used by Federal statistical agencies in classifying business establishments for 

the purpose of collecting, analyzing, and publishing statistical data related to the U.S. business economy. 

NAICS was development jointly by the U.S. Economic Classification Policy Committee (ECPC), Statistics 

Canada, and Mexico's Instituto Nacional de Estadistica y Geografia, to allow for a high level of 

comparability in business statistics among the North American countries. NAICS replaced the Standard 

Industrial Classification (SIC) system in 1997. 
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residential and nonresidential buildings.12 It is not possible to determine which business 

establishments within the Building Inspection Services sector are focused on energy 

efficiency consulting. The information shown in Table 31 provides an upper bound 

indication of the size of this sector in California.  

Table 31: California Building Designer and Energy Consultant Sectors 

Sector Establishments Employment Annual Payroll  
(billions $) 

Architectural Services a 3,704 29,611 $2.9 

Building Inspection Services 
b 824 3,145 $0.2 

Source: (State of California, Employment Development Department n.d.) 

a. Architectural Services (NAICS 541310) comprises private-sector establishments primarily engaged 
in planning and designing residential, institutional, leisure, commercial, and industrial buildings and 
structures;  

b. Building Inspection Services (NAICS 541350) comprises private-sector establishments primarily 
engaged in providing building (residential & nonresidential) inspection services encompassing all 
aspects of the building structure and component systems, including energy efficiency inspection 
services. 

3.2.3.3 Impact on Occupational Safety and Health 

The proposed code change does not alter any existing federal, state, or local 

regulations pertaining to safety and health, including rules enforced by the California 

Division of Occupational Safety and Health (Cal/OSHA). All existing health and safety 

rules would remain in place. Complying with the proposed code change is not 

anticipated to have adverse impacts on the safety or health of occupants or those 

involved with the construction, commissioning, and maintenance of the building. 

3.2.3.4 Impact on Building Owners and Occupants (Including Homeowners and 
Potential First-Time Homeowners) 

Commercial Buildings 

The commercial building sector includes a wide array of building types, including offices, 

restaurants and lodging, retail, and mixed-use establishments, and warehouses 

(including refrigerated) (Kenney 2019). Energy use by occupants of commercial 

 

12 Establishments in this sector include businesses primarily engaged in evaluating a buildingôs structure 

and component systems and includes energy efficiency inspection services and home inspection 

services. This sector does not include establishments primarily engaged in providing inspections for 

pests, hazardous wastes or other environmental contaminates, nor does it include state and local 

government entities that focus on building or energy code compliance/enforcement of building codes and 

regulations.  
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buildings also varies considerably with electricity used primarily for lighting, space 

cooling and conditioning, and refrigeration. Natural gas consumed primarily for heating 

water and for space heating. According to information published in the 2019 California 

Energy Efficiency Action Plan, there is more than 7.5 billion square feet of commercial 

floor space in California and consumes 19 percent of Californiaôs total annual energy 

use (Kenney 2019). The diversity of building and business types within this sector 

creates a challenge for disseminating information on energy and water efficiency 

solutions, as does the variability in sophistication of building owners and the 

relationships between building owners and occupants.  

Estimating Impacts 

Building owners and occupants would benefit from lower energy bills. As discussed in 

Section 3.2.4.1, when building occupants save on energy bills, they tend to spend it 

elsewhere in the economy thereby creating jobs and economic growth for the California 

economy. The Statewide CASE Team does not expect the proposed code change for 

the 2022 code cycle to impact building owners or occupants adversely. 

3.2.3.5 Impact on Building Component Retailers (Including Manufacturers and 
Distributors) 

The Statewide CASE Team does not expect any significant impacts on manufacturers 

and distributors of these products.  

3.2.3.6 Impact on Building Inspectors  

Table 32 shows employment and payroll information for state and local government 

agencies in which many inspectors of residential and commercial buildings are 

employed. Building inspectors participate in continuing training to stay current on all 

aspects of building regulations, including energy efficiency. The Statewide CASE Team, 

therefore, anticipates the proposed change would have no impact on employment of 

building inspectors or the scope of their role conducting energy efficiency inspections.  

Table 32: Employment in California State and Government Agencies with Building 
Inspectors 

Sector Govt. Establishments Employment Annual 
Payroll  

(millions $) 

Administration of Housing 
Programsa 

State 17 283 $29.0 

Local 36 2,882 $205.7 

Urban and Rural 
Development Adminb 

State 35 552 $48.2 

Local 52 2,446 $186.6 

Source: (State of California, Employment Development Department n.d.) 
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a. Administration of Housing Programs (NAICS 925110) comprises government establishments 
primarily engaged in the administration and planning of housing programs, including building codes 
and standards, housing authorities, and housing programs, planning, and development. 

b. Urban and Rural Development Administration (NAICS 925120) comprises government 
establishments primarily engaged in the administration and planning of the development of urban 
and rural areas. Included in this industry are government zoning boards and commissions. 

3.2.3.7 Impact on Statewide Employment 

The Statewide CASE Team does not anticipate significant employment or financial 

impacts to any particular sector of the California economy. This is not to say that the 

proposed change would not have modest impacts on employment in California. In 

Section 3.2.4, the Statewide CASE Team estimated the proposed change in 

economizer requirements would affect statewide employment and economic output 

directly and indirectly through its impact on builders, designers and energy consultants, 

and building inspectors. In addition, the Statewide CASE Team estimated how energy 

savings associated with the proposed change in economizer requirements would lead to 

modest ongoing financial savings for California residents, which would then be available 

for other economic activities.  

3.2.4 Economic Impacts 

Adoption of this code change proposal would result in relatively modest economic 

impacts through the additional direct spending by those in the commercial building 

industry, architects, energy consultants, and building inspectors. The Statewide CASE 

Team does not anticipate that money saved by commercial building owners or other 

organizations affected by the proposed 2022 code cycle regulations would result in 

additional spending by those businesses. 
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Table 33: Estimated Impact that Adoption of the Proposed Measure would have 
on the California Commercial Construction Sector  

Type of Economic Impact Employment 
(jobs) 

Labor 
Income 

(millions $) 

Total Value 
Added 

(millions $) 

Output 

(millions 
$) 

Direct Effects (Additional 
spending by Commercial 
Builders) 46 $3.01 $3.99 $6.60 

Indirect Effect (Additional 
spending by firms supporting 
Commercial Builders) 10 $0.72 $1.15 $2.21 

Induced Effect (Spending by 
employees of firms experiencing 
ñdirectò or ñindirectò effects) 20 $1.12 $2.00 $3.26 

Total Economic Impacts 76 $4.85 $7.13 $12.07 

Source: Analysis by Evergreen Economics of data from the IMPLAN V3.1 modeling software.  

Table 34: Estimated Impact that Adoption of the Proposed Measure would have 
on the California Building Designers and Energy Consultants Sectors 

Type of Economic Impact Employment 
(jobs) 

Labor 
Income 

(millions $) 

Total Value 
Added 

(millions $) 

Output 

(millions 
$) 

Direct Effects (Additional 
spending by Building Designers 
& Energy Consultants) 

17 $1.79 $1.77 $3.15 

Indirect Effect (Additional 
spending by firms supporting 
Bldg. Designers & Energy 
Consult.) 

11 $0.74 $1.00 $1.59 

Induced Effect (Spending by 
employees of firms experiencing 
ñdirectò or ñindirectò effects) 

14 $0.76 $1.35 $2.21 

Total Economic Impacts 42 $3.29 $4.13 $6.95 

Source: Analysis by Evergreen Economics of data from the IMPLAN V3.1 modeling software.  
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Table 35: Estimated Impact that Adoption of the Proposed Measure would have 
on California Building Inspectors 

Type of Economic Impact Employment 
(jobs) 

Labor 
Income 

(millions $) 

Total Value 
Added 

(millions $) 

Output 

(millions 
$) 

Direct Effects (Additional 
spending by Building 
Inspectors) 

3 $0.28 $0.33 $0.39 

Indirect Effect (Additional 
spending by firms supporting 
Building Inspectors) 

0 $0.02 $0.04 $0.06 

Induced Effect (Spending by 
employees of Building 
Inspection Bureaus and 
Departments) 

2 $0.09 $0.16 $0.26 

Total Economic Impacts.1 5 $0.38 $0.52 $0.71 

Source: Analysis by Evergreen Economics of data from the IMPLAN V3.1 modeling software.  

3.2.4.1 Creation or Elimination of Jobs 

The Statewide CASE Team does not anticipate that the measures proposed for the 

2022 code cycle regulation would lead to the creation of new types of jobs or the 

elimination of existing types of jobs. In other words, the Statewide CASE Teamôs 

proposed change would not result in economic disruption to any sector of the California 

economy. Rather, the estimates of economic impacts discussed in Section 3.2.4 would 

lead to modest changes in employment of existing jobs. 

3.2.4.2 Creation or Elimination of Businesses in California 

As stated above, the Statewide CASE Teamôs proposed change would not result in 

economic disruption to any sector of the California economy. The proposed change 

represents a modest change to HVAC Controls which would not excessively burden or 

competitively disadvantage California businesses ï nor would it necessarily lead to a 

competitive advantage for California businesses. Therefore, the Statewide CASE Team 

does not foresee any new businesses being created, nor does the Statewide CASE 

Team think any existing businesses would be eliminated due to the proposed code 

changes.  
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3.2.4.3 Competitive Advantage or Disadvantages for Businesses in California  

The proposed code changes would apply to all businesses incorporated in California, 

regardless of whether the business is incorporated inside or outside of the state.13 

Therefore, the Statewide CASE Team does not anticipate that these measures 

proposed for the 2022 code cycle regulation would have an adverse effect on the 

competitiveness of California businesses. Likewise, the Statewide CASE Team does 

not anticipate businesses located outside of California would be advantaged or 

disadvantaged. 

3.2.4.4 Increase or Decrease of Investments in the State of California 

The Statewide CASE Team analyzed national data on corporate profits and capital 

investment by businesses that expand a firmôs capital stock (referred to as net private 

domestic investment, or NPDI).14 As Table 36 shows, between 2015 and 2019, NPDI as 

a percentage of corporate profits ranged from 26 to 35 percent, with an average of 31 

percent. While only an approximation of the proportion of business income used for net 

capital investment, the Statewide CASE Team believes it provides a reasonable 

estimate of the proportion of proprietor income that would be reinvested by business 

owners into expanding their capital stock. 

Table 36: Net Domestic Private Investment and Corporate Profits, U.S. 

Year Net Domestic Private 
Investment by Businesses, 

Billions of Dollars 

Corporate Profits 
After Taxes, 

Billions of Dollars 

Ratio of Net Private 
Investment to 

Corporate Profits 

2015 609.3 1,740.3 35% 

2016 456.0 1,739.8 26% 

2017 509.3 1,813.6 28% 

2018 618.3 1,843.7 34% 

2019 580.9 1,827.0 32% 

  5-Year Average 31% 

Source: (Federal Reserve Economic Data n.d.) 

 

13 Gov. Code, Ä  11346.3(c)(1)(C), 11346.3(a)(2); 1 CCR Ä 2003(a)(3) Competitive advantages or 

disadvantages for California businesses currently doing business in the state. 

14 Net private domestic investment is the total amount of investment in capital by the business sector that 

is used to expand the capital stock, rather than maintain or replace due to depreciation. Corporate profit is 

the money left after a corporation pays its expenses.  
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The Statewide CASE Team does not anticipate that the economic impacts associated 

with the proposed measure would lead to significant change (increase or decrease) in 

investment in any directly or indirectly affected sectors of Californiaôs economy.  

3.2.4.5 Effects on the State General Fund, State Special Funds, and Local 
Governments 

The Statewide CASE Team does not expect the proposed code changes would have a 

measurable impact on the Californiaôs General Fund, any state special funds, or local 

government funds. 

Cost to the State 

State government already has budget for code development, education, and 

compliance enforcement. While state government would be allocating resources to 

update the Title 24, Part 6 Standards, including updating education and compliance 

materials and responding to questions about the revised requirements, these activities 

are already covered by existing state budgets. The costs to state government are small 

when compared to the overall costs savings and policy benefits associated with the 

code change proposals. Since all submeasures have been shown to be cost effective, 

the Statewide CASE Team does not expect any appreciable change to the state.  

Cost to Local Governments 

All proposed code changes to Title 24, Part 6 would result in changes to compliance 

determinations. Local governments would need to train building department staff on the 

revised Title 24, Part 6 Standards. While this re-training is an expense to local 

governments, it is not a new cost associated with the 2022 code change cycle. The 

building code is updated on a triennial basis, and local governments plan and budget for 

retraining every time the code is updated. There are numerous resources available to 

local governments to support compliance training that can help mitigate the cost of 

retraining, including tools, training and resources provided by the IOU Codes and 

Standards program (such as Energy Code Ace). As noted in Appendix E, the Statewide 

CASE Team considered how the proposed code change might impact various market 

actors involved in the compliance and enforcement process and aimed to minimize 

negative impacts on local governments.  

3.2.4.6 Impacts on Specific Persons 

While the objective of any of the Statewide CASE Teamôs proposal is to promote energy 

efficiency, the Statewide CASE Team recognizes that there is the potential that a 

proposed code change may result in unintended consequences. The Statewide CASE 

Team has not found any information showing that specific persons would be impacted 

by this proposal.  
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3.3 Energy Savings  

3.3.1 Key Assumptions for Energy Savings Analysis 

The energy and cost analysis presented in this report used the TDV factors that are 

consistent with the TDV factors presented during the Energy Commissionôs March 27, 

2020 workshop on compliance metrics. (California Energy Commission 2020). The 

electricity TDV factors include the 15 percent retail adder and the natural gas TDV 

factors include the impact of methane leakage on the building site. The electricity TDV 

factors used in the energy savings analyses were obtained from Energy and 

Environmental Economics, Inc. (E3), the contractor that is developing the 2022 TDV 

factors for the Energy Commission, in a spreadsheet titled ñElectric TDVs 2022 - 15 pct 

Retail Adj Scaled by Avoided Costs.xlsxò. The natural gas TDV factors used in the 

energy savings analyses were obtained from E3 in a spreadsheet titled 

ñ2022_TDV_Policy_Compliant_CH4Leak_FlatRtlAdd_20191210.xlsxò. The electricity 

demand factors used in the energy savings analysis were obtained from E3 in a 

spreadsheet titled ñ2022 TDV Demand Factors.xlsxò. The final TDV factors that the 

Energy Commission released in June 2020 use 20-year global warming potential 

(GWP) values instead of the 100-year GWP values that were used to derive the current 

TDV factors. The 20-year GWP values increased the TDV factors slightly. As a result, 

the TDV energy savings presented in this report are lower than the values that are 

expected if the final TDV that use 20-year GWP values were used in the analysis. The 

proposed code changes will be more cost effective using the revised TDV. Energy 

savings presented in kWh and therms are not affected by TDV or demand factors. 

The Statewide CASE Team used EnergyPlus to conduct the energy savings for all code 

change proposals. Energy models are sourced from the CBECC-Com prototypical 

building models and are modified to include the proposed changes to the energy 

standards. The prototype models utilize auto-sized air handler attributes which 

automatically scale to meet the design criteria necessary to meet the climatic variations 

for each of the reference cities representing each of the sixteen climate zones. As a 

result of the variations of the equipment specifications, the impacted air handlers vary 

by both climate zone and prototype since the criteria for requiring economizers is based 

on the unit capacity.  

3.3.2 Energy Savings Methodology per Prototypical Building 

The Energy Commission directed the Statewide CASE Team to model the energy 

impacts using specific prototypical building models that represent typical building 

geometries for different types of buildings. The prototype buildings that the Statewide 

CASE Team used in the analysis are presented in Table 37. Energy modeling was 

conducted on prototypical building models that had a direct expansion (DX) cooling coil 

of between 33,000 Btu/h and 54,000 Btu/h in the model. After investigating all air 
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handlers on CBECC-Com prototype models, the Statewide CASE Team found four 

building types that would be impacted (note that the HotelSmall prototype model was 

excluded in this analysis because the impacted units in the only serve corridors which 

would likely be served by DOAS units in the future and were not likely to be 

representative of unit performance based on low loading and high outdoor air fraction). 

As noted, in Section 3.2.2.2, the Statewide CASE Team worked with AHRI to obtain 

additional market data through a manufacturer survey. Based on that data, AHRI 

estimates the California market for products in this capacity range to be greater than 

5,000 units. 

Table 37: Prototype Buildings Used for Energy, Demand, Cost, and Environmental 
Impacts Analysis 

Prototype Name Number 
of 

Stories 

Floor Area 

(square 
feet) 

Description 

RestaurantFastFood 1 2,501 Fast food restaurant with a small 
kitchen and dining areas. 14% WWR. 
Pitched roof with an unconditioned attic. 

RetailMixedUse 1 9,375 Retail building with WWR -10%. Roof is 
adiabatic 

RetailStripMall 1 9,375 Strip Mall building with WWR -10% 

SchoolPrimary 1 24,413 Elementary school with WWR of 0.36 

The Statewide CASE Team estimated energy and demand impacts by simulating the 

proposed code change using the 2022 Research Version of the CBECC-Com. 

CBECC-Com generates two models based on user inputs: the Standard Design and the 

Proposed Design. The Standard Design represents the geometry of the design that the 

builder would like to build and inserts a defined set of features that result in an energy 

budget that is minimally compliant with 2019 Title 24, Part 6 code requirements. 

Features used in the Standard Design are described in the 2019 Nonresidential ACM 

Reference Manual.  

The Proposed Design represents the same geometry as the Standard Design, but it 

assumes the energy features that the software user describes with user inputs. To 

develop savings estimates for the proposed code changes, the Statewide CASE Team 

created a Standard Design and Proposed Design for each prototypical building. There is 

an existing Title 24, Part 6 requirement that covers the building system in question and 

applies to both new construction and alterations, so the Standard Design is minimally 

compliant with the 2019 Title 24 requirements. As indicated in Section 140.4(e) 

Economizers, each cooling air handler with a cooling capacity over 54,000 Btu/h shall 
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include an air economizer capable of modulating outside air and return air dampers to 

supply 100 percent of the design supply air quantity as outside-air. 

The Proposed Design was identical to the Standard Design in all ways except for the 

revisions that represent the proposed changes to the code. Table 38 presents which 

parameters were modified and what values were used in the Standard Design and 

Proposed Design. Specifically, the proposed conditions assume a differential dry bulb 

economizer. 

Comparing the energy impacts of the Standard Design to the Proposed Design reveals 

the impacts of the proposed code change relative to a building that is minimally 

compliant with the 2019 Title 24, Part 6 requirements. 

Table 38: Modifications Made to Standard Design in Each Prototype to Simulate 
Proposed Code Change 

Prototype ID Climate Zone Parameter 
Name 

Standard Design 
Parameter Value 

Proposed Design 

Parameter Value 

RestaurantFast
Food 

All Economizer 
Controls: 
Control 
Method 

NoEconomizer DifferentialDryBulb 

RetailMixedUse All except 
Climate Zone 
15 a 

Economizer 
Controls: 
Control 
Method 

NoEconomizer DifferentialDryBulb 

RetailStripMall All except 
Climate Zones 
6, 7, 10, and 15 
a 

Economizer 
Controls: 
Control 
Method 

NoEconomizer DifferentialDryBulb 

PrimarySchool All except 
Climate Zones 
8, 9, 10, 11, 13, 
14, 15 and 16 a 

Economizer 
Controls: 
Control 
Method 

NoEconomizer DifferentialDryBulb 

a. Note: The design cooling capacity of air handlers varies based on the climate zone and several 
climate zones for the same prototype were not applicable. 

CBECC-Com calculates whole-building energy consumption for every hour of the year 

measured in kilowatt-hours per year (kWh/yr) and therms per year (therms/yr). It then 

applies the 2022 time dependent valuation (TDV) factors to calculate annual energy use 

in thousands of Btu per year (TDV kBtu/yr) and annual peak electricity demand 

reductions measured in kilowatts (kW). CBECC-Com also generates TDV energy cost 

savings values measured in 2023 present value dollars (2023 PV$). 
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The energy impacts of the proposed code change vary by climate zone. The Statewide 

CASE Team simulated the energy impacts in every climate zone and applied the 

climate-zone specific TDV factors when calculating energy and energy cost impacts. 

Per-unit energy impacts for nonresidential buildings are presented in savings per square 

foot. Annual energy and peak demand impacts for each prototype building were 

translated into impacts per square foot by dividing by the floor area of the prototype 

building. This step allows for an easier comparison of savings across different building 

types and enables a calculation of statewide savings using the construction forecast 

that is published in terms of floor area by building type. 

3.3.3 Statewide Energy Savings Methodology 

The per-unit energy impacts were extrapolated to statewide impacts using the 

Statewide Construction Forecasts that the Energy Commission provided. The Statewide 

Construction Forecasts estimate new construction that would occur in 2023, the first 

year that the 2022 Title 24, Part 6 requirements are in effect. It also estimates the size 

of the total existing building stock in 2023 that the Statewide CASE Team used to 

approximate savings from building alterations. The construction forecast provides 

construction (new construction and existing building stock) by building type and climate 

zone. The building types used in the construction forecast, Building Type ID, are not 

identical to the prototypical building types available in CBECC-Com, so the Energy 

Commission provided guidance on which prototypical buildings to use for each Building 

Type ID when calculating statewide energy impacts. Table 39 presents the prototypical 

buildings and weighting factors that the Energy Commission requested the Statewide 

CASE Team use for each Building Type ID in the Statewide Construction Forecast.  

Appendix A presents additional information about the methodology and assumptions 

used to calculate statewide energy impacts. 
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Table 39: Nonresidential Building Types and Associated Prototype Weighting 

Building Type ID from Statewide 
Construction Forecast 

Building Prototype for 
Energy Modeling 

Weighting Factors 
for Statewide 

Impacts Analysis 

Small Office OfficeSmall 100% 

Large Office OfficeMedium 50% 

OfficeLarge 50% 

Restaurant RestaurantFastFood 100% 

Retail RetailStandAlone 10% 

RetailLarge 75% 

RetailStripMall 5% 

RetailMixedUse 10% 

Grocery Store Grocery 100% 

Non-Refrigerated Warehouse Warehouse 100% 

Refrigerated Warehouse RefrigWarehouse N/A 

Schools SchoolPrimary 60% 

SchoolSecondary 40% 

Colleges OfficeSmall 5% 

OfficeMedium 15% 

OfficeMediumLab 20% 

PublicAssembly 5% 

SchoolSecondary 30% 

ApartmentHighRise 25% 

Hospitals Hospital 100% 

Hotel/Motels HotelSmall 100% 

3.3.4 Per-Unit Energy Impacts Results 

Energy savings and peak demand reductions are presented in Table 40 through Table 

43, which summarizes energy savings results from the impacted prototypes. Any 

instances of negative values are denoted in red with ( ) in the tables below. As noted in 

Table 38 above, the design cooling loads of the air handling units are auto-sized based 

on the climate zone, which impacted the applicability of the proposed code change both 

on air handlers within certain prototype buildings and climate zones. When the auto-

sizing function caused all air handler unit capacities to be above or below the impacted 

capacity range from this proposal (33,000 Btu/h to 54,000 Btu/h), the proposed code 

change would not be relevant and was indicated as such with ñN/Aò.  

The per-unit energy savings figures do not account for naturally occurring market 

adoption or compliance rates. As shown below, the electricity savings per square foot 

for the first year is expected to range from 0.028 to 1.159 kWh/ftĮ-yr and marginally 
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increases in natural gas usage from 0.000 to 0.016 therms/ftĮ-yr depending upon 

climate zone and prototype building type. Savings increase for cooling-dominated 

climates as the economizer offsets mechanical cooling with free cooling during mild 

conditions. There are negative heating savings for most of the Climate Zones. In all 

simulated prototypes and climate zones, the total TDV energy savings is positive. 

Demand reductions are negligible for all climate zones. 

Table 40: First-Year Energy Impacts Per Square Foot ï Expand Economizer 
Requirements ï RestaurantFastFood (1 of 4) 

Climate 
Zone 

Electricity 
Savings 

(kWh/ft2) 

Peak Electricity 
Demand Reductions 

(kW/ft2) 

Natural Gas 
Savings 

(therms/ft2) 

TDV Energy 
Savings 

(TDV kBtu/ft2) 

1 0.500 0.000 (0.016) 9.889 

2 0.724 0.000 (0.013) 15.073 

3 0.932 0.000 (0.014) 20.558 

4 0.832 0.000 (0.011) 17.712 

5 0.944 0.000 (0.016) 24.349 

6 1.109 0.000 (0.010) 25.950 

7 1.159 0.000 (0.008) 27.715 

8 0.943 0.000 (0.008) 21.587 

9 0.880 0.000 (0.008) 19.778 

10 0.806 0.000 (0.009) 17.866 

11 0.548 0.000 (0.009) 10.969 

12 0.695 0.000 (0.010) 14.399 

13 0.571 0.000 (0.007) 11.521 

14 0.627 0.000 (0.010) 12.400 

15 0.516 0.000 (0.004) 12.118 

16 0.639 0.000 (0.012) 13.460 
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Table 41: First-Year Energy Impacts Per Square Foot ï Expand Economizer 
Requirements ï RetailMixedUse (2 of 4) 

Climate 
Zone 

Electricity 
Savings 
(kWh/ft2) 

Peak Electricity 
Demand Reductions 

(kW/ft2) 

Natural Gas 
Savings 

(therms/ft2) 

TDV Energy 
Savings 

(TDV kBtu/ft2) 

1 0.267 0.000 (0.006) 4.479 

2 0.378 0.000 (0.004) 7.504 

3 0.577 0.000 (0.002) 12.566 

4 0.439 0.000 (0.002) 9.060 

5 0.569 0.000 (0.003) 13.804 

6 0.624 0.000 (0.000) 14.496 

7 0.732 0.000 0.000  17.534 

8 0.486 0.000 (0.000) 10.870 

9 0.436 0.000 (0.001) 9.559 

10 0.366 0.000 (0.001) 7.817 

11 0.249 0.000 (0.002) 4.661 

12 0.335 0.000 (0.003) 6.589 

13 0.268 0.000 (0.002) 5.366 

14 0.310 0.000 (0.003) 5.919 

15 N/A N/A N/A N/A 

16 0.296 0.000 (0.003) 6.126 

Table 42: First-Year Energy Impacts Per Square Foot ï Expand Economizer 
Requirements ï RetailStripMall (3 of 4) 

Climate 
Zone 

Electricity 
Savings 
(kWh/ft2) 

Peak Electricity 
Demand Reductions 

(kW/ft2) 

Natural Gas 
Savings 

(therms/ft2) 

TDV Energy 
Savings 

(TDV kBtu/ft2) 

1 0.156 0.000 (0.007) 1.757 

2 0.287 0.000 (0.004) 4.924 

3 0.458 0.000 (0.004) 9.092 

4 0.351 0.000 (0.003) 8.251 

5 0.453 0.000 (0.005) 9.873 

6 N/A N/A N/A N/A 

7 N/A N/A N/A N/A 

8 0.345 0.000 (0.002) 6.537 

9 0.331 0.000 (0.002) 6.809 

10 N/A N/A N/A N/A 

11 0.176 (0.000) (0.003) 2.578 

12 0.250 0.000 (0.003) 4.603 

13 0.209 0.000 (0.002) 3.867 

14 0.225 0.000 (0.003) 3.859 

15 N/A N/A N/A N/A 

16 0.249 0.000 (0.004) 4.839 


































































































































































































































































































































































































































































































































































































































